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EXECUTIVE SUMMARY AS PER TOOLKIT 

1.0 Sector Background Context and Broad Project Rationale 

1.1 The city is divided into six drainage zones with a total length of more 

than 1700 km of sewerage network, 50 nos. of sewage pumping stations 

and 10 nos. of sewage treatment plants; the total sewerage collected is 

about 730 MLD. At present, only 159 sq. km (78%) is covered by the 

sewerage system out of present habitable area of 204 sq.kms of Surat. 

This serves around 92% of the total population.  

The area of the city limits of surat city, covered under this DPR of 

novation of sewage treatment plant at Dindoli under Dindoli Drainage 

Zone is 20.68 Sq.km. The population covered under this DPR for the 

ultimate design year 2048 and intermediate year 2033 will be 16.76 Lacs 

and 14.11 Lacs respectively. The estimated sewage flow for year 2048 

and 2033 will be 301 MLD and 254 MLD respectively.  

1.2 At present, there is sewerage system in total 2068 hectares area of 

Dindoli Drainage Zone. At present, there is 66 MLD capacity sewage 

treatment plant at Dindoli under Dindoli Drainage Zone, which is 

running at 40 MLD sewage flow. However, considering the pumping 

station and rising main augmentation work going on at present, it is 

forecasted that more than 150 MLD sewage will reach the STP. 

Moreover, the revised and more stringent standards as per GPCB, 

require removal of nutrients, such as Nitrogen and Phosphorus, for 

compliance as well. Hence, upgradation of existing 66 MLD STP is 

considered under this project report. 

Further, as per development within the project area and as per 

population forecast, the STP would be receiving more than 150 MLD. 

Hence, considering design period of 15 years, the augmentation up to 

254 MLD is required. However, the available land at Dindoli is about 20 

hectares and hence, considering the future sewage generation of 301 

MLD, the present land alone would be insufficient. Hence, part of the 
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sewage from two sewage pumping station would be diverted to another 

proposed STP at Devadh and the rest four SPS would convey the sewage 

to Dindoli STP. Till the new STP at Devadh is constructed all the 

sewage will be conveyed to Dindoli STP. Hence, considering future 

diversion of sewage to another STP, new STP of 101 MLD is proposed 

with total augmentation up to 167 MLD is considered under this project 

report. 

1.3 No projects under sewerage sector for the reported drainage zone are put 

up under other schemes, other than Smart City.  

1.4 Existing areas of Private Sector / Community Participation in sector for 

design, construction, project management and / or O & M services 

(including billing & Collection): 

(i) The design & project management will be carried out by private 

consultant, who are expert in this filed. 

(ii) Construction of Sewage Treatment Plant with Disposal line will 

be carried out by the qualified contracting agencies by inviting 

the open tenders. 

(iii) O & M services for first five / ten years will be carried out by the 

contractor, who is awarded for construction, as per the prevailing 

practice of SMC. Thereafter, separate contract will be awarded 

for O & M services. 

 

1.5 With the novation / augmentation of the Dindoli STP, it will be able to 

handle the high loads and comply with more stringent standards that are 

now specified. This will result in the protection of the environment of 

the surrounding area. 

2.0 Project Definition, Concept and Scope 

2.1 The land required for the construction of sewage treatment plant is kept 

under reservations, under various town planning schemes and 

development plan. So, SMC owe the land for the execution purposes. 
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2.2 Since the project consists of up-gradation/ modification of the existing 

STP it will be executed on the existing land and no additional land is 

required for the project. 

2.3 The following physical infrastructure components at the STP are 

considered under this DPR. 

1.0 Inlet Chamber 

2.0 Fine Screen Chamber 

3.0 Grit chamber / mechanism 

4.0 Parshall flume for flow measurement 

5.0 Primary Settling Tank 

6.0 Anaerobic Reactor / Tank  

7.0 Modification of existing Aeration Tank to house IFAS 

8.0 New SBRs 

9.0 Secondary Settling Tanks 

10.0 Chlorination System 

11.0 Sludge Thickener 

12.0 Anaerobic high rate Sludge Digester 

13.0 Digester Sludge Mixing Pump House 

14.0 Bio Gas Based Power Plant 

15.0 Mechanical Dewatering System 

16.0 Return sludge Sump & Pump House with the Return sludge and 

Excess Sludge Pumps 

17.0 Digested sludge sump and pump house 

 

17.1 Since the project consists of novation/augmentation of an existing plant, 

Environmental Impact Assessment and Environmental Management 

Plan are not required.  

17.2 Since the project is to be executed within the existing STP no 

rehabilitation and resettlement are not required.  

17.3 SMC has appointed a consultant for the preparation of detail design, 

drawing and contract award. The supervision and third party inspection 

contract for quality assurance shall be awarded on sanctioning of the 

respective packages under this DPR. 
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17.4 Other Information: 

(i) Detailed survey and soil investigation is carried out for the detailed 

design of this project.   

(ii) The land is in possession and sewage will be treated to the 

prescribed standards of GPCB / CPCB or as required for the river 

disposal or reuse for other than drinking purpose. 

(iii)All the structures are designed duly considering the earthquake (IS: 

1893-1984) and wind hazards (IS 875) requirements. 

18.0 Project Cost : 

The detail cost estimates are provided in the Annexure 2, based on the SOR of 

GWSSB / R&B of Govt. of Gujarat for the year 2014-2015. 

Sr. 

No. 
Description Amount 

  New 101 MLD STP   

1 Inlet Chamber/Screen/Grit Chamber/Parshall flume 9152000.00 

2 SBR 276487000.00 

3 Chlorination System 29101000.00 

4 Sludge and Filtrate Pump Houses 16985000.00 

5 H.T. / L.T. Room 12420000.00 

6 Air Blower Room 16977000.00 

7 Internal Roads 17538907.47 

8 Interconnecting piping 55055000.00 

9 Mechanical Works 482615000.00 

10 Electrical Works 67212000.00 

  Existing 66 MLD Upgradation   

1 Inlet Channel to Anaerobic Tank 5117000.00 

2 Anaerobic Tank and conversion of Aerobic to IFAS 34381000.00 

3 Air Blower Room 5792000.00 

4 Mechanical Works 295194000.00 

5 Electrical Works 8345000.00 

  Total: 1332371907.47 

  1 % Labour Cess 13323719.07 

  Net Total  1345695626.55 

  Say Net Total 1345695700.00 

  2% Administrative Charges  26913914.00 

  5% Contingency Charges  67284785.00 

   Grand Total  1439894325.55 

  Say Grand Total  1439894400.00 
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19.0 Project Institution Frame Work (For Construction) 

4.1 Roles of different institutions involved in the construction phase of the 

project. 

 The SMC will be implementing agency. SMC has already appointed the 

consultant for design and detail engineering; who will also carry out 

survey and soil investigation. SMC will appoint the Third Party 

Inspection agency for the quality assurance. SMC will invite the tender 

on turnkey basis, keeping the alternative technical option open, on 

approval of the DPR and appoint the agency for construction and O&M. 

 

4.2 Manner of undertaking construction works 

 The SMC will invite the tender on approval of the DPR and appoint the 

agency for construction and O&M, under its own management. 

 

4.3 Involvement of the construction entity in the subsequent O & M 

activities: 

As per the prevailing practice in the SMC, the agency appointed for the 

construction of sewage treatment plant will be awarded the contract for 

O&M for the period of 5 / 10 years thereafter including O&M of the 

sewage pumping station.  

4.4 Areas of involvement of the private sector in the construction phase: 

I.  Project feasibility study  

II.  Project Engineering Design  

III.  Specialized Survey  

IV.  Construction Works  

V.  Supervision Consultants  

VI.  Quality Assurance Consultants  

VII.  Material Testing & Inspection  

 

20.0 Project Financial Structuring 
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The sources and composition of the funds required for the execution of the Sewerage 

Projects is presented below. 

Sr. 

No. 

Project Contribution 

Source 

% Share by 

Govt. entity 

Amount 

(Rs. Lacs) 
Remark  

1 Government of India  33 475165152  

2 Government of Gujarat 37 532760928  

3 Surat Municipal Corporation 30 431968320  

 Total Amount 100 1439894400  

 

21.0 Project Phasing 

21.1 Schedule for tendering / selection for procurement of services 

Approval of DPR : Upto April 2017 

Invitation of Tender : April 2017 

Fixing agency : June 2017 

Execution of various packages covered 

under this DPR 
: 24 Months from June 2017 

21.2 Schedule for obtaining all Clearances: Not required. 

21.3 Schedule for shifting utilities: Not required. 

21.4 Project Infrastructure Component-wise implementation 

The detailed bar chart is given under SECTION 8 :PROJECT 

IMPLEMENTATION PLANNING. 

22.0 Project O & M Planning 

22.1 Institution frame work (organization and operation) strategy 

As per the prevailing practice in the SMC, the agency appointed for the 

construction of sewage treatment plant will be awarded the contract for 

O&M for the period of 5 / 10 years thereafter including O&M of the 

sewage pumping station.  

22.2 Tariff and User Cost Recovery 
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SMC has started implementing water & sewage charges to recover full 

Operation and Maintenance.  O&M cost per year, with calculation is 

given in SECTION 12 :OPERATION AND MAINTENANCE COST. 

23.0 PROJECT BENEFIT ASSESSMENT  

23.1 Positive Benefits 

The project will improve the performance of the existing plant meeting 

the revised more stringent standards resulting in significant reduction in 

water pollution. 

 

The benefits from Social, economic and environmental point of view, due to 

implementation of this project are discussed in detail in the DPR. The benefits 

in qualitative terms are presented below. These benefits are focused on the 

project outcomes and on their impact on the citizen’s/user segments covering 

elements such as:  

Access 

Comprehensive Sewage Collection, treatment and disposal system 

Coverage 

Area: 20.68 Sq.km. 

Population: More than 13.28 and 15.93 Lacs for the year 2033 and 2048 

Service Quality 

The State of the Art is adopted for collection, conveyance, treatment and 

disposal system, will prevent the health hazards. 

Environmental Improvement 

The project will prevent the ground and surface water pollution, 

including elimination of sewage disposal into Bhedwad Creek. 

Cost Saving 

State of the art technology for the treatment will reduce the pollution 

load in the river, will reduce the water treatment cost. 

Improved efficiency 
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The latest technology for the collection, conveyance and treatment 

system will improve the efficiency of the system, in terms of 

environmental pollution as well as the treated effluent quality. 

Improved Quality of Life 

Improvement of community health will reduce medical expenditure. It 

will save time. It will increase income, and in turn, economic and social 

status of the family, as a whole, it will improve quality of life. 

 

23.2 A list of Negative externalities from social perspective 

All the projects have its merits and demerits. Similarly, there could be 

certain negative externalities adverse impacts due to implementation of 

this project; but their effect can be taken care off to the level achievable 

by adopting some countermeasures at proper time. 

Negative 

Externalities 

Possible Countermeasures 

Pollution, 

environmental 

distortion 

The efficient working of sewerage and sewage treatment 

system by vigilant operation and maintenance.  It will 

prevent the untreated sewage flow in to the open ground 

or even in the river. 

Reduced green 

cover 

The land for the sewage pumping station and sewage 

treatment plant shall be open / unused / barren land. On 

the contrary, the treated effluent shall be used to 

improve the land fertility. The treated effluent shall be 

used to grow the green vegetation, lawns, gardens etc. 

Disruption in 

livelihood  

The care shall have to be taken for the people living or 

working near by the project area shall have minimum 

disturbances, noise and dust trouble etc. in their routine 

work and life. 

Displacement of 

inhabitant 

Possible 

haphazard 

development 

around project 

site 

As SMC has prepared the town planning schemes, the 

onward developments shall be as per the development 

control regulations. 
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SECTION 1 : INTRODUCTION – SURAT 

1.1  City at a glance - Geographical, Historical and Present Status  

The city of Surat is the commercial capital of the state and is of significant importance 

to the country (Figure 1), situated on the broad gauge railway track on the Mumbai - 

Delhi and Mumbai – Ahmedabad routes. It is also well connected by National Highway 

No. 8 and airways to most parts of Western India. The city is located on the River Tapi 

and the Arabian Sea is to its west at a distance of about 22 kilometres along the Tapi 

and about 16 kilometres by road. Surat lies on the 21º 12’ N Latitude and 72º 52’ E 

Longitude. The location map of Surat city in Gujarat and India is shown in Figure 1. 

The city lies at a bend of the River Tapi, where its course swerves suddenly from the 

north-east to south-west. With the walled city at its centre, the city forms an arc of a 

circle, the bends enclosed by its walls stretching for about a mile and a quarter along 

the bank. From the right bank of the river, the ground rises slightly towards the north, 

but the height above mean sea level is only 13 meter. The topography is controlled by 

the river and the general slope is from north-east to south-west. The summers are quite 

hot with temperatures ranging from 37.78 C to 44.44 C. The climate is pleasant 

during the monsoon while autumn is temperate. The winters are not very cold but the 

temperatures in January range from 10 C to 15.5 C. The average annual rainfall of 

the city has been 1143 mm, which is spread of 3 to 4 months.  

The city of Surat has glorious history that dates back to 300 BC. The origin of the city 

can be traced to the old Hindu town of Suryapur, during 1500 – 1520 A.D., which was 

later colonised by the Brigus or the King from Sauvira on the banks of River Tapi. In 

1759, The British rulers took its control from the Mughals till the beginning of the 20th 

century. Surat became the most important trade link between India and many other 

countries and was at the height of prosperity till the rise of Bombay port in the 17th and 

18th centuries. Surat was also a flourishing centre for ship building activities. The 

whole coast of Tapi from Athwalines to Dumas was specially meant for ship builders 

who were usually Rassis. After the rise of the port at Bombay, Surat faced a severe 

blow and its ship building industry also declined. During the post-independence period, 
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Surat has experienced considerable growth in industrial activities (especially textiles) 

along with trading activities. Concentration of these activities combined with 

residential developments has resulted in considerable expansion of the city limits. 

Figure 1 : Location of Surat City 

 

The evolution of the power loom and handloom sectors led to gradual growth of textile 

industries gradually. Another important addition since the 1950's is the diamond cutting 

and polishing industry. In the last two decades, especially during the eighties large-

scale industries have come up in Surat and its peripheries. This increased the 

importance of Surat in the regional context, along with Vadodara and Ahmedabad, 

specifically due to its location at the core of what is called the "Golden Corridor" of 

industrial development. 

The southern part of the city houses the industrial complexes of Gujarat Industrial 

Development Corporation at Sachin and Diamond Nagar. Besides industrial potential, 

the city has fertile agricultural land irrigated by an intensive canal network. The 

combined effect of all these on the economic activities in the city and its outskirts have 
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changed the otherwise small and quiet town into a bustling metropolis. 

1.2  About Surat Municipal Corporation  

The area of the City at the time of formation of Gujarat State was 8.18 sq. km, which 

increased to 33.85 sq. km. during the 8th decade (1970’s), to 55.56 sq. km during the 

9th decade (1980’s) and to 111.16 sq. km during the 10th decade (1990’s), 

subsequently, to the present area of 327.12 sq. km (2007). The City received the status 

of Municipal Corporation (SMC) on 1-10-1966 with a total of 12 members. The first 

election was held in the year 1983-84. At present, there are 34 election wards in the city 

area. The City has about 2000 km of road network and is administratively divided into 

7 zones. In order to regulate the growth of the City and achieve planned development, 

the state government has constituted an Urban Development Authority (SUDA) as per 

the provisions laid down in Gujarat Town Planning and Urban Development Act 1976. 

SUDA has published its revised development plan in year 2006. SMC implements the 

proposals of the development plan and also makes micro level planning. The present 

study conceives to have proposals for the areas recently merged in the Corporation 

limits. The present population of the City as per census 2011 is around 45 Lac. 

1.3 Scope of Work 

The study for novation of Sewage Treatment Plant at Dindoli for Dindoli Drainage 

Zone of Surat Municipal Corporation broadly covers as followings: 

 Review of the existing sewage treatment plant, Biogas Based Power Plant and 

disposal line. 

 Review of current and future sewage generation and requirement of sewage 

treatment phase wise. 

 Soil Investigations, as required. 

 Land requirement assessment and justification report of the requirements.  

 Inlet sewage flow assessment 

 Basic process design and drawing 

 Preliminary report for various process evaluation.  

 Preparation of detail design including hydraulic, civil and electro-mechanical 

design as required and Block Estimates for the project. 



Novation of Sewage Treatment Plant at Dindoli, Dindoli Drainage Zone, 
Surat Municipal Corporation, Surat 

  Page  4 
 

 

 Preparation of drawings. 

 Preparation of line diagrams for the various components of the projects. 

 Preparation of detail project report (DPR) 

 Preparation of Draft Tender Papers 

 Proof checking of all drawings as submitted by the contractor 

 Occasional site visits with a view to guide and interpretation of drawings. 

 

1.4 Structure Of The Report 

The present report deals with the detailed design and cost estimate of sewage treatment 

plant within Dindoli Drainage Zone. 

For convenience in reading and understanding, the report is presented in following 

main chapters. 

 

SECTION 1 : INTRODUCTION – SURAT 

SECTION 2 : CITY AREA AND POPULATION 

SECTION 3 : SECTOR BACKGROUND : SEWERAGE 

SECTION 4 : SALIENT FEATURES OF DINDOLI DRAINAGE ZONE 

SECTION 5 : FIELD SURVEY 

SECTION 6 : DESIGN CRITERIA 

SECTION 7 : PROPOSED AUGMENTATION FOR DINDOLI SEWAGE 

TREATMENT PLANT 

SECTION 8 : PROJECT IMPLEMENTATION PLANNING 

SECTION 9 : PROJECT COST 

SECTION 10 : FINANCIAL STRUCTURING 

SECTION 11 : PROJECT INSTITUTION FRAMEWORK 

SECTION 12 : OPERATION AND MAINTENANCE COST 
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SECTION 2 : CITY AREA AND POPULATION 

2.1  City Area:  Surat Municipal Corporation 

The city limit of extended city area of Surat Municipal Corporation is 326.51 sq.km. It 

comprises of total 101 wards, as shown in Table 2-1. The city area of SMC is divided 

into 12 different sewerage zones, according to its topographical features; vide its 

natural boundaries such as rivers, creeks, railway tracks. The populations in the city as 

per census 1991, 2001 and 2011 are provided in Table 2-1. The different sewerage 

zones are as shown in Error! Reference source not found.. 

Table 2-1 : List of census wards – area and population as per census 1991, 2001 

and 2011 census for the SMC area 

No. Name of Ward 

Area 

in 

Sq.km. 

Pop. 

1991 

Dens

ity 

1991 

Pop. 

2001 

Dens

ity 

2001 

Pop. 

2011 

Dens

ity 

2011 

1 Nanpura 1.28 49614 388 51749 404 53502 418 

2 Sagrampura 1.31 66467 507 77316 590 81001 619 

3 Salabatpura 0.84 59940 714 55675 663 54512 649 

4 Begumpura 0.93 52460 564 45830 493 41118 443 

5 Haripura 0.23 14922 649 12564 546 15008 653 

6 Mahidharpura 0.36 23594 655 19817 550 29556 821 

7 Saiyadpura 1.69 59270 351 55179 327 58854 349 

8 Gopipura 0.22 22032 1001 19310 878 19995 909 

9 Wadifalia 0.14 12541 896 9552 682 10015 716 

10 Sonifalia 0.24 16402 683 14426 601 12104 505 

11 Nanavat 0.46 21463 467 19754 429 19987 435 

12 Shahpor 0.39 25648 658 23265 597 23965 615 

13 Athwa 0.72 7324 102 7726 107 8152 114 

14- 

26 Rander 5.12 59549 116 86047 168 114927 225 

27 Adajan 6.73 62620 93 152274 226 191587 285 

28 Nanavarachha  0.025 71 28 173 69 290 116 

29 

TPS-1 Rampura 

Laldarwaja 0.4 9324 233 12514 313 13546 339 

30 TPS-2 Nanpura 0.8 8186 102 9204 115 9142 115 

31 

TPS-3 Katargam 

Gotalawadi 1.76 65118 370 70500 401 72489 412 
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No. Name of Ward 

Area 

in 

Sq.km. 

Pop. 

1991 

Dens

ity 

1991 

Pop. 

2001 

Dens

ity 

2001 

Pop. 

2011 

Dens

ity 

2011 

32 

TPS-4 Ashvanikumar 

Navagam 2.11 43411 206 68039 322 59996 285 

33 TPS-5 Athwa - Umara 1.7 23809 140 31365 185 31125 184 

34 

TPS-6 Majura - 

Khatodara 2.32 48928 211 63217 272 60125 260 

35 TPS-7 Anjana 1.91 47868 251 78344 410 107682 564 

36 TPS-8 Umarwada 1.66 51227 309 61170 368 81936 494 

37 TPS-9 Majura 1.1 12675 115 21960 200 27332 249 

38 Tunki 1.87 13738 73 30335 162 50634 271 

39 Singanpor 2.62 3337 13 7215 28 34356 132 

40 Dabholi 2.54 3274 13 7968 31 22536 89 

41 Ved 2.84 4338 15 5004 18 8925 32 

42 Katargam 7 71128 102 192590 275 325210 465 

43 Fulpada 3.25 95753 295 169476 521 195600 602 

44 Kapadra 1.68 12564 75 47464 283 66450 396 

45 Nanavarachha 3.33 13461 40 40537 122 78967 238 

46 Karanj 1.85 111732 604 198482 1073 198482 1073 

47 Umarwada (Part) 0.31 174 6 1023 33 650 21 

48 Magob (Part) 0.53 2160 41 21961 414 57505 425 

49 Dumbhal 1.71 7765 45 25802 151 59815 200 

50 Anjaja (Part) 0.04 3491 873 4435 1109 7435 1109 

51 Mota Varachha 4.77 70784 132 91488 170 131118 275 

52 Dindoli (Part) 2.25 20539 91 84898 377 145879 549 

53 Bhedvad 1.68 7485 45 8219 49 15782 94 

54 Bhestan 6.91 12938 19 25616 37 55186 80 

55 Pandesar 2.82 21242 75 52389 186 76442 272 

56 Udhana 6.8 105281 155 186860 275 259628 382 

57 Bamroli (Part) 1.57 8889 57 45354 289 109900 700 

58 Majura 1.25 4992 40 10140 81 17250 138 

59 Bhatar 2.3 8679 38 28622 124 48091 210 

60 Althan 3.23 10900 34 28510 88 57000 177 

61 Umara 4.56 12776 28 31212 68 56812 125 

62 Piplod 1.92 2668 14 8871 46 19251 101 

63 Jahangirabad 4.16 3329 8 9288 22 29158 71 

64 Jahangirpura 2.92 1027 4 1120 4 2450 9 

65 Pisad 0.696 244 4 1751 25 5146 74 

66 Vadod 0.428 499 12 235 5 2089 49 

67 Pal  6.045 4459 7 11165 18 15951 27 

68 Palanpor  3.008 1712 6 11496 38 12120 41 
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No. Name of Ward 

Area 

in 

Sq.km. 

Pop. 

1991 

Dens

ity 

1991 

Pop. 

2001 

Dens

ity 

2001 

Pop. 

2011 

Dens

ity 

2011 

69 Variyav  22.596 8495 4 14003 6 25167 12 

70 Chhapara Bhatha  2.962 4478 15 23415 79 51478 174 

71 Kosad  9.532 8004 8 28663 30 76256 80 

72 Amroli  0.413 13078 317 17138 415 26845 650 

73 Utran  2.916 8673 30 12894 44 28627 99 

74 Motavarachha  9.042 7055 8 7704 9 35360 40 

75 Sarthana  3.309 172 1 237 1 27154 83 

76 Simada  2.602 1101 4 3345 13 23897 92 

77 Puna  7.331 8557 12 119092 162 181852 249 

78 Magob  1.496 1568 10 5755 38 22440 150 

79 Parvat  2.121 6206 29 20693 98 54282 256 

80 Godadara  2.968 3028 10 23234 78 108650 367 

81 Dindoli  5.197 3496 7 13014 25 77955 150 

82 Unn  3.516 4545 13 28820 82 52740 150 

83 Sonari  1.294 186 1 498 4 5705 45 

84 Gabheni  12.46 3433 3 6321 5 19150 16 

85 Budiya  3.638 2047 6 2349 6 2733 8 

86 Jiyav  5.734 1143 2 1550 3 8953 16 

87 Vadod  3.77 2246 6 13763 37 43127 115 

88 Bamroli  (Part)  5.333 8576 16 34592 65 74256 140 

89 Bhimrad  2.402 1115 5 1257 5 4637 20 

90 Bharthana – Vesu  2.194 1219 6 1920 9 5890 27 

91 Sarsana  2.014 745 4 849 4 4090 21 

92 Khajod  16.392 1214 1 1434 1 5627 4 

93 Abhava  21.96 2505 1 2881 1 10283 5 

94 Vesu  8.99 3298 4 6251 7 31567 36 

95 Rundh  3.652 1639 4 2155 6 4781 14 

96 Magdalla  2.299 2021 9 5257 23 6952 31 

97 Gaviyar  4.061 1413 3 2449 6 5918 15 

98 Vanta  1.531 472 3 661 4 4250 28 

99 Dumas  20.577 7266 4 6868 3 28631 14 

100 Sultanabad  4.491 2641 6 3263 7 15851 36 

101 Bhimpor  6.389 7239 11 7553 12 15485 25 

  Total: 326.51 1634695   2876374   4454353   

The census 2011 population of entire Surat city, for the total area of 326.51 sq.km., is 

more than 44 lacs.  
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2.2 Revision under Population Projection  

Based on the above figures, the population forecast of the total area of SMC has been 

estimated by SMC for the Water Supply Master Plan. The proposed area under this 

report, being the fringe areas of SMC limits, the same have been developed in 

unplanned manner so far. As a part of SMC limits, town planning schemes are being 

prepared and under implementation. 

However, till date, these areas were not so developed and the population was restricted 

to certain limits only, in absence of basic infrastructure facilities in the area. As the 

development as well as population in these areas of SMC was limited to certain extent 

only, in comparison of other part of Surat city. Since, now the infrastructure facilities 

provided in the last 5 years, the tremendous development has taken place and huge 

growth rate is being observed in terms of migration of citizens of the city from other 

area as well as construction of high rise building duly availing the benefits of paid 

F.S.I. 

Based on the past population figures of census, the projected populations of these areas 

worked by standard methods of CPHEEO manual will be very restricted. Moreover, as 

the town planning schemes for these areas have been prepared and under 

implementation, the area is developing at very fast rate with the provision of basic 

infrastructure facilities. Further, as described above, the project area is developed in 

unplanned manner, the projected population by the mathematical formulae will now not 

be appropriate for the future planning for the development of the area and as such, the 

population density method for the estimation of future population, as per CPHEEO 

manual recommendations, has been adopted. The population projection is done by 

reviewing the population density in the nearby area of the project area as well as 

applying F.S.I. of 2.25 over normal F.S.I. of 1.8 in the TP Scheme area. However, SMC 

shall have to also revise their Water Supply Master Plan for the project area, as 

required. The revised population projection of Dindoli Drainage Zone is prepared and 

detailed in Table 2-2. 
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Table 2-2 : Projected Population of Dindoli Drainage Zones (Non-agricultural 

area only) of SMC for the year 2048 

Sr. 

No. 

Name of 

village 

Habita

ble 

Area 

In Ha. 

Year 2016 Year 2033 Year 2048 

Pop. 

Density 

per Ha. 

Populat

ion 

Pop. 

Density 

per Ha. 

Populat

ion 

Pop. 

Density 

per Ha. 

Populat

ion 

Sewage Pumping Station at Sarthana 

1 TP-22 -

Sarthana 

102.58 300 30774 600 61548 900 92322 

2 Gamtal - 

Sarthana 

2.02 1000 2020 1000 2020 1000 2020 

3 TP-21 -(P) 

Sarthana 

86.21 300 25863 600 51726 900 77589 

  Sub Total 190.81   58657   115294   171931 

Sewage Pumping Station at Puna 

1 TP-21 -(P) 

Sarthana 

60.29 300 18087 600 36174 900 54261 

2 TP-68 -Puna 

Simada 

227.51 500 113755 900 204759 900 204759 

3 TP-60(P) -Puna 132.35 500 66175 900 119115 900 119115 

4 TP-17 -Puna 69.08 500 34540 900 62172 900 62172 

5 TP-64 -Magob 30.52 500 15260 900 27468 900 27468 

6 TP-20 -Puna 17.59 500 8795 900 15831 900 15831 

  Sub Total 537.34   256612   465519   483606 

Sewage Pumping Station at Magob 

1 TP-60(P) -Puna 0.00 500 0 900 0 900 0 

2 TP-20 -Puna 87.26 500 43630 900 78534 900 78534 

3 TP-11 -Puna 77.74 500 38870 900 69966 900 69966 

4 TP-12 -Puna 75.41 500 37705 900 67869 900 67869 

5 TP-17 -Puna 24.61 500 12305 900 22149 900 22149 

6 Gamtal -Puna 8.68 1000 8680 1000 8680 1000 8680 

7 TP-53 -Magob 0.00 300 0 600 0 900 0 

8 TP-64 -Magob 31.93 300 9579 600 19158 900 28737 

9 TP-19 -Parvat- 

Magob 

0.00 500 0 900 0 900 0 

  Sub Total 305.63   150769   266356   275935 

Sewage Pumping Station at Parvat 

1 SMC T.P.No. 

61 (P) 

65.59 250 16398 400 26236 600 39354 
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Sr. 

No. 

Name of 

village 

Habita

ble 

Area 

In Ha. 

Year 2016 Year 2033 Year 2048 

Pop. 

Density 

per Ha. 

Populat

ion 

Pop. 

Density 

per Ha. 

Populat

ion 

Pop. 

Density 

per Ha. 

Populat

ion 

2 Gamtal - Parvat 4.41 1000 4410 1000 4410 1000 4410 

3 TP-19 -Parvat- 

Magob 

115.77 500 57883 900 104190 900 104190 

  Sub Total (4) 185.77   78691   134836   147954 

Sewage Pumping Station at Godadara 

1 SMC T.P.No. 

61 (P) 

225.41 250 56353 400 90164 600 135246 

2 SMC T.P.No. 

69 (P) 

89.20 250 22300 400 35680 600 53520 

3 Gamtal – 

Godadara 

3.86 1000 3860 1000 3860 1000 3860 

  Sub Total (27) 318.47   82513   129704   192626 

Sewage Pumping Station at Dindoli 

1 SMC T.P.No. 

62 

312.00 250 78000 400 124800 600 187200 

2 SMC T.P.No. 

69 (P) 

210.80 250 52700 400 84320 600 126480 

3 Gamtal - 

Dindoli 

7.23 1000 7230 1000 7230 1000 7230 

  Sub Total (20) 530.03   137930   216350   320910 

  Grand Total 2068.05   765171   1328059   1592962 
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SECTION 3 : SECTOR BACKGROUND : SEWERAGE 

3.1  History of Sewerage Facilities  

The old Surat town had a piped sewerage since 1953. The first sewage treatment plant 

was commissioned in 1958.  In fact, collection of sewage by pumping in different 

localities of the city was in practice even much prior to 1953. 

3.2  Baseline Information  

As the City grew the City managers tried to provide infrastructures matching the 

growth. The city is divided into six drainage zones with a total length of 1776 km of 

sewerage network, 57 nos. of sewage pumping stations and 11 nos. of sewage treatment 

plants; the total sewerage generated is about 840 MLD. At present, only 187.50 sq. km 

(82% of habitable area) is covered by the sewerage system out of present total area of 

327 sq.kms (205 sq.kms habitable area) of Surat. This serves around 95% of the total 

population. 

3.3 Sewerage – Drainage Zones  

The sewerage network in Surat is presently served by six drainage schemes inclusive of 

the sewerage network in walled city area, namely, South-East Zone, West zone, South-

West zone, East Zone, North Zone and the South Zone drainage schemes. The schemes 

serve a total population of 45 lakhs (As per Census 2011) through 57 sewage pumping 

stations and 11 Sewage Treatment Plants as shown in Table 3-1. The details on sewage 

Description 2016 

Area of SMC (Sq. Km.) 326.515 

Underground drainage (% population served) 97 

Drainage network area (Sq. Km.) 187.50 

% of habitable area covered 82 % 

Total length of drainage network (Km.) (On TP roads) 1776 

Sewerage pumping stations installed 60 (1986.70 MLD) 

Sewage Treatment Plant installed 11 

Sewage Treatment Plant - Capacity MLD installed 982.50 
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treatment plant with its treatment processes, year of commissioning, utilization etc. is 

shown in Table 3-2. 

Table 3-1 : Details of Drainage Zones with Sewage Treatment Plants and Sewage 

Pumping Stations 

Sewage Treatment Plant 

(Capacity – MLD) 

Main pumping Stations 

(Capacity – MLD) 

Auxiliary stations (Capacity – 

MLD) 

Anjana (82.50) 

Limbayat (41) 

New Anjana (12) 

Umarwada (14.50) 

 

Dindoli (66) 

Godadar (27) 

Dindoli (30) 

Sarthana (9) 

Magab (56) 

Puna (33) 

Parvat (4.50) 

Bhesan (100) 

Rander (30) 

Adajan (15) 

Pal (15) 

Bhesan (33)  

Pisad (26) 

- 

Asarma (15) Pal-Palanpore (31) Pal TP – 74 (4) 

Bhatar (120) 

Nanpura (98) 

Athwa (21) 

Umra (N) (18.5) 

Umra (s) (19.5) 

Althan (19) 

Piplod (9) 

Khatodara (50) 

Khatodara (GIDC) (18) 

- 

Khajod (25) 

Vesu Terminal (51) 

Pocket G (Khajod) (4) 

Pocket H (Bhimrad) (9) 

Vesu Intermediate (21)  

Karanj (100) 
Karanj (93) 

Navagam (55) 

Modi Mohollo (3) 

Patel Nagar (2)  

Singanpore (100) 

Paras (52) 

Singanpore (62) 

Kantareshwar (69) 

Old GIDC katargam (2) 

Shantiniketan (1)  

Variav-Kosad (84) 

Mota Varachha (11) 

Mota Varachha GEB (28) 

Utran (37) 

Kosad Railway (57) 

Kosad (83) 

Chhprabhatha (25) 

Variav (37) 

Variav (49) 
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Sewage Treatment Plant 

(Capacity – MLD) 

Main pumping Stations 

(Capacity – MLD) 

Auxiliary stations (Capacity – 

MLD) 

Bamroli (100) 

Bamroli (180) 

Pandesara GIDC (140) 

Sonari (25) 

Vadod – Jiav (30) 

Bamroli Gamtal (25) 

Unn – Sonari (4) 

Gabheni (2) 

Gavier (53) 

Pocket A (Dumas – Gavier) (14) 

Pocket B (Dumas – Vanta) (40) 

Pocket C (Dumas) (21) 

Pocket D (Dumas – Sultanabad) 

(21) 

Pocket E (Bhimpore) (24) 

 

 

Table 3-2 : Details of Drainage Zones with Sewage Treatment Plants and Sewage 

Pumping Stations 

S.No Location 
Year of 

commissioning 

Capacity (MLD) 
Process 

Design Utilizing 

1 Anjana 1995 / 2007 82.5 85 
Conventional Activated 

Sludge 

2 Bhesan 1995 / 2009 100 95 
Conventional Activated 

Sludge 

3 Bhatar 1999 / 2014 162 140 
Conventional Activated 

Sludge / SBR 

4 Karanj 1999 / 2015 140 130 
Conventional Activated 

Sludge / IFAS 

5 Singanpore 2003 / 2014 155 150 
Conventional Activated 

Sludge / SBR 

6 Bamroli 2008 100 95 UASB+ Extended Aeration 

7 Asarma 2011 15 10 Moving Bed Bio Reactor 

8 Khajod 2011 25 20 Moving Bed Bio Reactor 

9 Variav-Kosad 2012 84 110 
UASB+ Moving Bed Bio 

Reactor 

10 Dindoli 2012 66 40 
Conventional Activated 

Sludge 

11 Gavier 2016 53 5 SBR 

 Grand Total  982.5 880  
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SECTION 4 : SALIENT FEATURES OF DINDOLI DRAINAGE 

ZONE 

4.1 Coverage 

The area of Dindoli Drainage Zone for old city limit is about 1354 hectares and is 

covered by following drainage boundaries: 

 North : Karanj (East) Drainage Zone  

 East : SMC boundary 

 South : South Drainage Zone 

 West : South drainage zone & Railway line 

The area covered under Dindoli Drainage Zone is presented in Figure 2 with this report.  

Figure 2 : Dindoli Drainage Zone (Dindoli Drainage Zone) 
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4.2 Land Use and Development 

SMC is the planning authority for the development of the area. The development plan 

has been prepared by SMC delineates the land use pattern for various town planning 

(TP) schemes and the municipal and the other governing agencies in this area are 

required to implement the development policies as per the guidelines given in the plan. 

The present land use primarily comprises of residential area with commercial, 

institutional, agricultural areas and open spaces in between. The development, in 

general, is faster in the Dindoli Drainage Zone. In this zone, the following 10 Town 

Planning (T.P.) Schemes have been prepared either by Surat Municipal Corporation 

(SMC) or Surat Urban Development Authority ( SUDA). 

Table 4-1 : Details of T.P. Schemes for the Dindoli Drainage Zones  

Sr. no. T.P. Scheme No. Name of  T.P. scheme Area of T.P. Scheme 

in Hectares 

1 T.P.No. 21 Sarthana 146.50 

2 T.P.No. 22 Sarthana 102.58 

3 T.P.No. 17 Puna 93.69 

4 T.P.No. 60 Puna 132.35 

5 T.P.No. 64 Magob 62.45 

7 T.P.No. 20 Puna 104.85 

8 T.P.No. 68 Puna – Simada  227.51 

9 T.P.No. 11 Puna 77.74 

10 T.P.No. 12 Puna 75.41 

4.3  Population Projection 

The Dindoli Drainage Zone lies in East and South-East zone of Surat city. Total 10 

Town Planning Schemes are covered fully/partly under this drainage zone. The ward 

wise population record for these 8 census wards for the year 2001 and 2011 are given in 

Table 4-2. The census figures of 2001 indicate that the population density is not 
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uniform in various wards and the same is relatively higher in some of the wards. The 

areas like Limbayat, Dindoli, Umarwada, Anjana are considered as developed areas 

whereas area like Magob, Dumbhal is considered as developing area. 

Table 4-2 : Census Population Records for Dindoli Drainage Zone 

    Records 

Sr. 

No. 

Censu

s 

Ward 

No. 

Ward Name Area 

(Hect) 

2001 2011 

Popula-

tion 

Density 

(Per 

Hectare) 

Popula-

tion 

Density 

(Per 

Hectare) 

% Incr 

1. 48 Magob 53 7,560 143 58,275 425 770 

2. 75 Sarthana 330 237 1 25706 78 10846 

3. 76 Simada 260 3345 13 23527 91 703 

4. 77 Puna 733 119092 163 346598 473 291 

5. 78 Magob 150 5755 39 20816 140 361 

6. 79 Parvat 212 20693 98 55216 261 267 

7. 80 Godadara 297 23234 79 111628 377 480 

8 81 Dindoli 520 13014 26 75092 145 577 

4.4 Housing 

The Dindoli Drainage Zone mainly comprises of residential localities. The housing 

stock in the study area can be broadly categorized in following six types. 

I : Slums 

II : Low Rise Flats 

III : High Rise Flats 

IV : Traditional Raw Houses 

V : Modern Raw Houses 

VI : Bungalows 

An estimate of distribution of population in various housing types as mentioned above 

was carried out by SMC for all the census wards. It is expected that proportion of 

various categories within a ward would generally remain constant over a period of 

design year. The water allocation for various housing categories has been finalised by 

SMC in water supply master plan. The wastewater likely to be generated is estimated 

based on the water allocation for respective housing categories. 
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4.5 Existing Sewerage and Sanitation Facilities 

Out of total 1354 hectares of Dindoli Drainage Zone, more than 95% area is having 

comprehensive sewerage system. The Dindoli Drainage Zone mainly consists of six 

sewerage schemes; Sarthana, Magob, Puna, Parvat, Godadara and Dindoli. These 

sewerage scheme were commissioned during the year 2010-11. 

There are three six sewage pumping station (SPS) installed at Sarthana, Magob, Puna, 

Parvat, Godadara and Dindoli in the Dindoli Drainage Zone. 

 At present, there is one sewage treatment plant of 66 MLD capacity at Dindoli is in 

operation since 2011. The treated wastewater from Dindoli Sewage Treatment Plant is 

disposed off in nearby Bhedwad Khadi as per the earlier prescribed norms of GPCB. 

4.6 Population Projection  

The population forecast data is taken from SMC’s water supply Master Plan studies as 

the planning for sewerage system will be essentially based on water supply. These 

projections are based on a more practical approach wherein the rates of growth in the 

adjoining areas of the city are compared with those in the city limit and the areas where 

heavy migration is expected are identified and factors like existing population density, 

land use pattern, development plans, industrial growth etc. are given due consideration. 

The ward wise population forecast for the Dindoli drainage zone, for the years 2016, 

2033 and 2048 is presented in Table 6-1. 
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SECTION 5 : FIELD SURVEY 

 

5.1 Strategy For Field Survey 

The following strategy was adopted for designing the system.  

SMC has an extensive sewage testing laboratory at all its STPs and having the 

comprehensive data on the inlet raw sewage characteristics. SMC daily analysis the raw 

as well as treated sewage characteristics at all its sewage treatment plants. Hence, the 

same inlet raw sewage data has been used while preparing detail project report. 
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SECTION 6 : DESIGN CRITERIA 

6.1 Population Projection 

The population forecast data is taken from SMC’s water supply Master Plan studies as 

the planning for sewerage system will be essentially based on water supply. These 

projections are based on a more practical approach wherein the rates of growth in the 

adjoining areas of the city are compared with those in the city limit and the areas where 

heavy migration is expected are identified and factors like existing population density, 

land use pattern, development plans, industrial growth etc. are given due consideration. 

The population forecast under Dindoli Drainage Zone, for the years 2016, 2033 and 

2048 is presented in Table 6-1 as per the master plan of water supply. 

Table 6-1: Population Projections for Dindoli Drainage Zone 

Sr. 

No. 

Name of 

village 

Habita

ble 

Area 

In Ha. 

Year 2016 Year 2033 Year 2048 

Pop. 

Density 

per Ha. 

Populat

ion 

Pop. 

Density 

per Ha. 

Populat

ion 

Pop. 

Density 

per Ha. 

Populat

ion 

Sewage Pumping Station at Sarthana 

1 TP-22 -

Sarthana 

102.58 300 30774 600 61548 900 92322 

2 Gamtal - 

Sarthana 

2.02 1000 2020 1000 2020 1000 2020 

3 TP-21 -(P) 

Sarthana 

86.21 300 25863 600 51726 900 77589 

  Sub Total 190.81   58657   115294   171931 

Sewage Pumping Station at Puna 

1 TP-21 -(P) 

Sarthana 

60.29 300 18087 600 36174 900 54261 

2 TP-68 -Puna 

Simada 

227.51 500 113755 900 204759 900 204759 

3 TP-60(P) -Puna 132.35 500 66175 900 119115 900 119115 

4 TP-17 -Puna 69.08 500 34540 900 62172 900 62172 

5 TP-64 -Magob 30.52 500 15260 900 27468 900 27468 

6 TP-20 -Puna 17.59 500 8795 900 15831 900 15831 

  Sub Total 537.34   256612   465519   483606 
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Sr. 

No. 

Name of 

village 

Habita

ble 

Area 

In Ha. 

Year 2016 Year 2033 Year 2048 

Pop. 

Density 

per Ha. 

Populat

ion 

Pop. 

Density 

per Ha. 

Populat

ion 

Pop. 

Density 

per Ha. 

Populat

ion 

Sewage Pumping Station at Magob 

1 TP-60(P) -Puna 0.00 500 0 900 0 900 0 

2 TP-20 -Puna 87.26 500 43630 900 78534 900 78534 

3 TP-11 -Puna 77.74 500 38870 900 69966 900 69966 

4 TP-12 -Puna 75.41 500 37705 900 67869 900 67869 

5 TP-17 -Puna 24.61 500 12305 900 22149 900 22149 

6 Gamtal -Puna 8.68 1000 8680 1000 8680 1000 8680 

7 TP-53 -Magob 0.00 300 0 600 0 900 0 

8 TP-64 -Magob 31.93 300 9579 600 19158 900 28737 

9 TP-19 -Parvat- 

Magob 

0.00 500 0 900 0 900 0 

  Sub Total 305.63   150769   266356   275935 

Sewage Pumping Station at Parvat 

1 SMC T.P.No. 

61 (P) 

65.59 250 16398 400 26236 600 39354 

2 Gamtal - Parvat 4.41 1000 4410 1000 4410 1000 4410 

3 TP-19 -Parvat- 

Magob 

115.77 500 57883 900 104190 900 104190 

  Sub Total (4) 185.77   78691   134836   147954 

Sewage Pumping Station at Godadara 

1 SMC T.P.No. 

61 (P) 

225.41 250 56353 400 90164 600 135246 

2 SMC T.P.No. 

69 (P) 

89.20 250 22300 400 35680 600 53520 

3 Gamtal – 

Godadara 

3.86 1000 3860 1000 3860 1000 3860 

  Sub Total (27) 318.47   82513   129704   192626 

Sewage Pumping Station at Dindoli 

1 SMC T.P.No. 

62 

312.00 250 78000 400 124800 600 187200 

2 SMC T.P.No. 

69 (P) 

210.80 250 52700 400 84320 600 126480 

3 Gamtal - 

Dindoli 

7.23 1000 7230 1000 7230 1000 7230 

  Sub Total (20) 530.03   137930   216350   320910 

  Grand Total 2068.05   765171   1328059   1592962 
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6.2 Water Supply 

As per the directives of SMC vide its water supply master plan, the design year to be 

considered for the design of wastewater system is up to year 2048 and consequently the 

system is proposed to be designed considering water allocation to the study area. The 

average domestic water supply rate is considered as 180 lpcd as per water supply 

master plan. 

6.3 Wastewater Generation 

Normally, 80 % of the water reaching the consumers is considered as wastewater in the 

sewers. However, the per capita wastewater flows, for the design of sewerage system 

are considered to be equivalent to the per capita water supply reaching to the consumer. 

This assumption takes into account the water being used from private wells, hand 

pumps and infiltration allowance. 

6.4 Design of Sewage Treatment Plants 

6.4.1 Characteristics of Sewage  

The design of the sewage treatment plant will be based mainly on BOD5, Suspended 

Solids (SS), Total Kjeldahl Nitrogen, Ammonical Nitrogen and Total Phosphate 

concentrations. Since, SMC has an extensive laboratory at the sewage treatment plant 

itself. The results of daily analysis are taken from SMCs daily records of last 12 

months. In this report, 90%tile values of daily records are considered to define the 

characteristics of sewage for the designs. Further, in addition, the parameters related to 

nitrogen and phosphorus were analysed at government approved private labs also. 

6.4.2 Discharge Standards 

The sewage treatment plant is designed to deliver the wastewaters conforming to the 

standards specified by the Ministry of Environment / Gujarat Pollution Control Board 

for discharge in the water bodies. However, since the discharge is considered in the 

river tapi, the disposal parameters are considered with the nutrient and phosphate 

removal. The raw sewage and treated sewage characteristics considered for the design 

is summarized in the Table 7-3 in next chapter. 
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6.4.3 Process Design Criteria 

The design of sewage treatment plant is carried out as per the guidelines given in 

Manual on Sewerage and Sewage Treatment - 2012 published by CPHEEO.  
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SECTION 7 : PROPOSED AUGMENTATION FOR DINDOLI 

SEWAGE TREATMENT PLANT  

7.1 Location of Disposal Facility / Sewage Treatment Plant 

The topography of the Dindoli Drainage Zone is partly divided into two parts by the 

Western Railway. It is further controlled by Koyali Khadi and Mithi Khadi. The 

average ground level in the area varies from 14.00 m to 5.50 m. 

The topography and availability of land for construction of sewage treatment plant and 

sewage pumping stations are two major factors in selection of site for sewage disposal 

facility. Since, this is an augmentation of existing sewage treatment plant and sewage 

from the entire zone is pumped to existing STP facility, the site near to existing sewage 

treatment plant is considered. The wastewater after treatment will be disposed off in to 

the Bhedwad creek. The site for proposed augmentation at Dindoli Sewage Treatment 

Plant is shown in Figure 3. 

7.2 Sewage Treatment Plant at Dindoli 

7.2.1 Objective of STP  

The main objective of sewage treatment is to stabilize decomposable organic matter 

present in sewage so as to produce an effluent and sludge which can be disposed off in 

the environment without causing health hazards or nuisance. The sewage treatment 

plant is designed to deliver the wastewaters conforming to the standards specified by 

the CPHEEO manual / Ministry of Environment / Gujarat Pollution Control Board for 

discharge in the water bodies. The treated sewage will be disposed off into Bhedwad 

Khadi. 

7.2.2 Sewage Flow 

As per the directives of SMC vide its water supply master plan, the design year to be 

considered for the design of wastewater system is up to year 2048 and consequently the 

system is proposed to be designed considering water allocation to the study area. The 
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average domestic water supply rate is considered as 180 lpcd as per water supply 

master plan. Moreover, as discussed in earlier chapter, per capita wastewater flows, for 

the design of sewerage system are considered to be equivalent to the per capita water 

supply reaching to the consumer. This assumption takes into account the water being 

used from private wells, hand pumps and infiltration allowance. Accordingly, the total 

wastewater generated in the Dindoli Drainage Zone is 301 MLD and 254 MLD in the 

year 2048 and 2033 respectively as summarized in the Table 7-1. 

Table 7-1 : Projection of Wastewater Generation in the Dindoli Drainage Zone – 

Year 2033 and 2048 

Sr. 

No. 
Name of village 

Area 

In Ha. 

Year 2033 Year 2048 

Population 

Sewage 

generation 

MLD 

Population 

Sewage 

generation 

MLD 

Sewage Pumping Station at Sarthana 

1 TP-22 -Sarthana 102.58 61548 11.08 92322 16.62 

2 Gamtal - Sarthana 2.02 2020 0.36 2020 0.36 

3 TP-21 -(P) 

Sarthana 

86.21 51726 9.31 77589 13.97 

A Sub Total 190.81 115294 20.75 171931 30.95 

Sewage Pumping Station at Magob 

1 TP-60(P) -Puna 34.65 31185 5.61 31185 5.61 

2 TP-20 -Puna 87.26 78534 14.14 78534 14.14 

3 TP-11 -Puna 77.74 69966 12.59 69966 12.59 

4 TP-12 -Puna 75.41 67869 12.22 67869 12.22 

5 TP-17 -Puna 24.61 22149 3.99 22149 3.99 

6 Gamtal -Puna 8.68 8680 1.56 8680 1.56 

7 TP-53 -Magob 0.00 0 0.00 0 0.00 

8 TP-64 -Magob 31.93 19158 3.45 28737 5.17 

9 TP-19 -Parvat- 

Magob 

76.55 68895 12.40 68895 12.40 

B Sub Total 416.83 366436 65.96 376015 67.68 

C Total for Devadh 

STP (A+B) 

607.64 481730 86.71 547946 98.63 

Sewage Pumping Station at Puna 

1 TP-21 -(P) 

Sarthana 

60.29 36174 6.51 54261 9.77 
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Sr. 

No. 
Name of village 

Area 

In Ha. 

Year 2033 Year 2048 

Population 

Sewage 

generation 

MLD 

Population 

Sewage 

generation 

MLD 

2 TP-68 -Puna 

Simada 

227.51 204759 36.86 204759 36.86 

3 TP-60(P) -Puna 132.35 119115 21.44 119115 21.44 

4 TP-17 -Puna 69.08 62172 11.19 62172 11.19 

5 TP-64 -Magob 30.52 27468 4.94 27468 4.94 

6 TP-20 -Puna 17.59 15831 2.85 15831 2.85 

D Sub Total 537.34 465519.00 83.79 483606.00 87.05 

Sewage Pumping Station at Parvat 

1 SMC T.P.No. 61 

(P) 

65.59 26236 4.72 39354 7.08 

2 Gamtal - Parvat 4.41 4410 0.79 4410 0.79 

3 TP-19 -Parvat- 

Magob 

39.77 35793 6.44 35793 6.44 

E Sub Total (4) 109.77 66439 11.96 79557 14.32 

Sewage Pumping Station at Godadara 

1 SMC T.P.No. 61 

(P) 

225.41 90164 16.23 135246 24.34 

2 SMC T.P.No. 69 

(P) 

89.20 35680 6.42 53520 9.63 

3 Gamtal – 

Godadara 

3.86 3860 0.69 3860 0.69 

4 SMC T.P.No. 40 

(P) 

57.68 51908 9.34 51908 9.34 

F Sub Total (27) 376.15 181612 32.69 244534 44.02 

Sewage Pumping Station at Dindoli 

1 SMC T.P.No. 62 312.00 124800 22.46 187200 33.70 

2 SMC T.P.No. 69 

(P) 

210.80 84320 15.18 126480 22.77 

3 Gamtal - Dindoli 7.23 7230 1.30 7230 1.30 

G Sub Total (20) 530.03 216350 38.94 320910 57.76 

H Total for Dindoli 

STP (D+E+F+G) 

1553.29 929920 167.39 1128607 203.15 

I Grand Total 

(C+H) 

2160.93 1411650 254.10 1676553 301.78 

J Existing Dindoli 

STP Capacity 

    66.00     

K Augmentation 

Required (H - J) 

    101.39     

The total wastewater generation in the Dindoli Drainage Zone is estimated to 301 MLD 
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in the year 2048 and 254 MLD in the year 2033. Hence, considering design period of 

15 years, the augmentation up to 254 MLD is required. However, the available land at 

Dindoli is about 20 hectares and hence, considering the future sewage generation of 

301 MLD, the present land alone would be insufficient. Hence, part of the sewage from 

two sewage pumping station, i.e. Sarthana and Magob (98 MLD) would be diverted to 

another proposed STP at Devadh and the rest four SPS would convey the sewage to 

Dindoli STP as described in the Table 7-1 above. Till the new STP at Devadh is 

constructed all the sewage will be conveyed to Dindoli STP. Hence, considering future 

diversion of sewage to another STP, new STP of 101 MLD is proposed with total 

augmentation up to 167 MLD is considered under this project report.  

7.2.3 Need of the Project 

The followings are the main reasons for the novation of existing sewage treatment plant 

at Dindoli.  

 The sewage flow at existing STP is in the range of about 40 MLD against the 

capacity of 66 MLD. However, considering the pumping station and rising main 

augmentation work going on at present, it is forecasted that more than 150 MLD 

sewage will reach the STP.  

 The disposal standards of existing STP is for removal of organic matter and 

suspended solids only, i.e. for only BOD and SS removal. Hence, the disposal 

standards shall have to be upgraded as per the latest revised manual of 

CPHEEO on sewage treatment. The revised disposal criteria as specified by the 

CPHEEO manual, published in the year 2012, also requires the treatment level 

of Nutrient removal also. The revised GWSSB SOR also focusses on the need 

of removal of nutrient and phosphate removal. The GPCB has also revised the 

disposal norms during last year 2015. The revised standards as per the revised 

manual of CPHEEO, GPCB guidelines and as proposed under this project is 

shown in the Table 7-2 below.  
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Table 7-2 : Treated Sewage Characteristics as per CPHEEO Manual - 2012 

Sr. No. Parameters Unit Treated Effluent 

1 BOD5 mg/l ≤ 10 

2 Suspended Solids mg/l ≤ 10 

3 TN mg/l ≤ 10 

4 Dissolved P mg/l ≤ 2 

5 Fecal Coli form Count MPN/100 ml ≤ 230 

 

7.2.4 Sewage Characteristics 

The design of the existing sewage treatment plant will be based on guidelines provided 

under CPHEEO manual - 2012. Moreover, since the sewerage network is operative at 

present and SMC has an extensive laboratory at the sewage treatment plant itself, the 

results of daily analysis are taken from SMCs daily records of last 12 months. In this 

report, 90%tile values of daily records are considered to define the characteristics of 

sewage for the designs (attached in the Annexure 1). The characteristic of raw sewage 

and treated sewage considered for the design is summarized in the Table 7-3. 

Table 7-3 : Raw and Treated Sewage Characteristics 

Sr.No. Parameters Unit Raw 

Sewage 

Treated 

Effluent 

1 PH - 7.5 6.9 to 7.5 

2 BOD5 mg/l 250 ≤ 10 

3 COD mg/l 600 ≤ 50 

4 Suspended Solids mg/l 300 ≤ 10 

5 TKN mg/l 40 - 

6 Ammonical Nitrogen mg/l 25 - 

7 Total Nitrogen mg/l 42 ≤ 10 

8 Total Phosphorus mg/l 7 ≤ 2 

9 Fecal Coliform Count MPN/100 ml 1 x 105 ≤ 230 
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7.2.5 Sewage Treatment Process  

Sewage treatment is normally categorized in three different ways.  

 Pre-treatment 

 Primary Treatment 

 Biological Treatment 

 Advanced / tertiary Treatment  

Pre-treatment 

Pre-treatment consists of separation of floating and suspended organic and inorganic 

material by physical processes such as (a) screening by which materials larger in size 

that the openings of the screening device is strained out; and (b) grit removal by which 

coarse particles of ash and other inert material which have subsidence velocities 

substantially greater than those of organic putrescible solids are removed.  

 Primary Treatment: - 

In primary treatment, primary clarifier or primary settling tank is considered to remove 

suspended but settable organic material and BOD. 

 BOD removal    – 30 to 35% 

 Suspended solids removal  – 60 to 65% 

Biological Treatment  

The secondary or Biological treatment is the most important treatment process for 

removal of fine suspended non-settable organic solids and colloidal particles including 

dissolved organic matter. For removal of BOD more than 95%, choice of secondary 

and tertiary treatment unit is most important process in the treatment of sewage. 

Advanced / tertiary Treatment  

The advance / tertiary treatment is required, when the limits of treated sewage are as 

defined under Table 7-2. The advance / tertiary treatment normally incorporates 

Nutrient Removal apart from Organic matter removal. This treatment can be achieved 
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by biological as well as physio-chemical processes. In few cases, the treatment is also 

equipped with filtration, as per the specific requirement of the project. 

Technology Selection for Consideration 

There are number of technologies and technologies in combination, available for 

domestic sewage treatment, out of which, the following option is considered:  

(1) Conversion of existing aeration tank (3 Nos.) in to A2O process reactor, with IFAS 

(Integrated Fixed Film Activated Sludge Process) for 66 MLD upgradation up to 

BNR level. 

(2) Construction of new STP of 101 MLD based on SBR process 

OR 

Construction of new STP of 101 MLD based on MBBR / IFAS process 

Suggestion   

Based on all the above factors, it is hereby suggested to adopt the sewage treatment 

level up to tertiary level with Biological Nutrient Removal (BNR) and Biological 

Phosphate Removal (BPR). The existing STP shall have to be upgraded with IFAS, as 

it will require minimum civil modification in Aeration Tank. The new STP is proposed 

to construct with SBR technology over IFAS, as mainly the SBR will not require 

internal ML recirculation.  

After evaluating various secondary aerobic treatment system, it is concluded that  

 Integrated Fixed Film Activated Sludge (IFAS) technology is appropriate for 

minimum disruption of existing plant and maximum utilization of the existing 

unit processes.  

 It is possible to retrofit IFAS in the existing aeration tanks thus eliminating 

additional civil works which will be time consuming and expensive due to the 

type of soil strata at Dindoli site. 

 The other advantage identified was that the SMC is already familiar with this 

technology as it is provided at the Karanj STP. 

 For New STP, the SBR would be ideal choice for treatment for its minimum 

power consumption and lesser recirculation requirement. 
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 The footprint is also lesser than A2O process. 

Looking at plant configuration, Land availability, its capital cost and energy 

requirements, the above option is advisable and hence, it is proposed for execution.  

Units for proposed sewage treatment system  

It is proposed that the existing three aeration tanks will be fitted with Integrated Fixed 

Film Activated Sludge (IFAS) and high efficiency fine bubble aeration system with 

Variable Frequency Drive (VFD) operated blowers. The three anaerobic reactor will be 

constructed ahead of Aeration Tank. 

The treated water from Primary Settling Tank will flow into the Anaerobic Tank – 

Aeration Tank with IFAS system and will then continue to secondary clarifiers for 

further treatment/discharge. 

The IFAS tank will be operated to provide simultaneous nitrification as well as de-

nitrification for BNR and energy reduction.  

Mixed liquor from outlet of IFAS unit (modified EQ tank) will be recycled back. 

The new 101 MLD STP will be installed with all preliminary, secondary and sludge 

treatment units. 

The list of units considered for novation and augmentation up to 167 MLD are as listed 

below. 

1. Inlet Chamber  

2. Fine Screen Chamber  

3. Grit chamber / mechanism  

4. Parshall flume for flow measurement  

5. Primary Settling Tank  

6. Anaerobic Reactor / Tank  

7. Modificaiton of 3 Nos. of Aertion Tank to house IFAS + 1 new IFAS 

Aeration Tank 

8. New SBR for 101 MLD 
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9. Secondary Settling Tanks  

10. Chlorination System  

11. Sludge Thickener  

12. Anaerobic high rate Sludge Digester  

13. Digester Sludge Mixing Pump House  

14. Bio Gas Based Power Plant  

15. Mechanical Dewatering System  

16. Return sludge Sump & Pump House with the Return sludge and Excess 

Sludge Pumps  

17. Digested sludge sump and pump house  

The other units required are: 

a) Road Reinstatement on work completion 

b) Storm water drain with plant premises 

c) Effluent disposal line 

d) Plant pathways Plinth Protection. 

The layout plan and hydraulic flow sheet diagram showing the above mentioned 

process units for the proposed sewage treatment plants at Dindoli is shown in Figure 4 

and Figure 5.   

The design criteria as well as Process design calculations of proposed 171 MLD 

capacity sewage treatment plant of SMC at Dindoli are presented in Annexure 1. .  



Novation of Sewage Treatment Plant at Dindoli, Dindoli Drainage Zone, 
Surat Municipal Corporation, Surat 

  Page  32 
 

 

 

SECTION 8 : PROJECT IMPLEMENTATION PLANNING 

The total time considered for the execution of the project would be around 24 months. 

The detailed on the tender floatation to completion is presented in the Table 8-1 below. 

Table 8-1 : Project Implementation Planning 

 

Land Availability 

The land at existing STP campus is only to be used for novation/augmentation.  
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SECTION 9 : PROJECT COST 

The Bill of Quantity for various components under this report is based on the GWSSB 

SOR 2014 – 15 for Public Health Engineering items and for Building works items, 

SOR for Roads and Buildings. The rates for some of the items specifically mechanical 

and instrumentation works are based on market rates. The project cost along with the 

contingency and admin cost is detailed in the Table 9-1 below. 

Table 9-1 : Cost Estimates 

   
Sr. 

No. 
Description Amount 

  New 101 MLD STP   

1 Inlet Chamber/Screen/Grit Chamber/Parshall flume 9152000.00 

2 SBR 276487000.00 

3 Chlorination System 29101000.00 

4 Sludge and Filtrate Pump Houses 16985000.00 

5 H.T. / L.T. Room 12420000.00 

6 Air Blower Room 16977000.00 

7 Internal Roads 17538907.47 

8 Interconnecting piping 55055000.00 

9 Mechanical Works 482615000.00 

10 Electrical Works 67212000.00 

      

  Existing 66 MLD Upgradation   

1 Inlet Channel to Anaerobic Tank 5117000.00 

2 Anaerobic Tank and conversion of Aerobic to IFAS 34381000.00 

3 Air Blower Room 5792000.00 

4 Mechanical Works 295194000.00 

5 Electrical Works 8345000.00 

  Total: 1332371907.47 

  1 % Labour Cess 13323719.07 

  Net Total  1345695626.55 

  Say Net Total 1345695700.00 

  2% Administrative Charges  26913914.00 

  5% Contingency Charges  67284785.00 

   Grand Total  1439894325.55 

  Say Grand Total  1439894400.00 
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SECTION 10 : FINANCIAL STRUCTURING 

The sources and composition of the funds required for the execution of the Sewerage 

Projects is presented herewith in the Table 10-1. 

Table 10-1 : Details of the Sources of the Fund  

Sr. 

No. 

Project Contribution 

Source 

% Share by 

Govt. entity 

Amount 

(Rs. Lacs) 
Remark  

1 Government of India  33 475165152  

2 Government of Gujarat 37 532760928  

3 Surat Municipal Corporation 30 431968320  

 Total Amount 100 1439894400  
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SECTION 11 : PROJECT INSTITUTION FRAMEWORK 

The Surat Municipal Corporation shall execute the Sewerage projects in a best 

professional manner. On approval of DPR by the Central Government, The Corporation 

and their Consultants Green Design and Engineering Services Private Limited shall 

prepare Tender Document for the execution of the work. All the work shall be executed 

through public Tendering. The tenders shall specify qualification requirement for the 

Bidders such as minimum turnover, Financial Strengths, Experience in executing 

similar works and of type and magnitude, etc. Only those bidders satisfying the 

qualifying criteria shall be considered.  

The executive Engineer for the Sewerage Service along with the Project Monitoring 

Consultants shall be looking after the supervision of the work including the quality 

assurance. He will be also responsible for the periodical “Project reporting” to the 

funding agency such as Government of Gujarat and Government of India, as applicable. 

The institute framework is presented as shown below.  
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SECTION 12 : OPERATION AND MAINTENANCE COST 

As per the present practice of the Surat Municipal Corporation, the Operation and 

Maintenance of the Sewerage system and Pumping Stations is being carried out by the 

SMC staff. The Operation and Maintenance of the nine Sewage Treatment Plants is 

being given to the contractors, who have built the plant, for Five Years.  

The Operation and Maintenance Cost of the Sewage Treatment Plants is presented in 

Table 12-1.  

 

Table 12-1 : Operation and Maintenance Cost 

STAFF Nos. Salary/month 
Total 

Salary 

Plant in charge 1 30000 30000.00 

Instrument Engr. 1 30000 30000.00 

supervisor 2 20000 40000.00 

chemist 1 15000 15000.00 

fitter/plant operator 7 9500 66500.00 

Elect. Technician 12 9500 114000.00 

Operators/Beldar 26 6500 169000.00 

Security 9 7000 63000.00 

Supervisor - Security 1 15000 15000.00 

Gardener 1 6500 6500.00 

      549000.00 

  PF 13.61% 74718.90 

    5% 31185.95 

  ESI 6% 32940.00 

    Total 687844.85 

  103176.73 103176.73 103176.73 

Total Salary Expense per Month 791021.57 

Total Salary Expense per Year 9492258.86 

 

Spares (Major & 

Minor)   

1.0% of 

Capital Cost 

Service 

Tax Total Cost per year 

167 MLD   13616716.34 2042507 15659224 

       

  

dosage 

(kg) 

per day Rate per Kg 

Amount per 

month 

Service 

Tax 

Totar per 

month 

Total per 

year 

Poly 136.80 450 1846800.00 277020.00 2123820.00 25485840.00 

       



Novation of Sewage Treatment Plant at Dindoli, Dindoli Drainage Zone, 
Surat Municipal Corporation, Surat 

  Page  37 
 

 

  

dosage 

(kg) 

per day Rate per Kg 

Amount per 

month 

Service 

Tax 

Totar per 

month 

Total per 

year 

Chlorine 684.00 12 246240.00 36936.00 283176.00 3398112.00 

       

  m3/day 

Rate per m3 

transportation 

Amount per 

month 

Service 

Tax 

Totar per 

month 

Total per 

year 

Grit 

disposal 73.53 100 220590.00 33088.50 253678.50 3044142.00 

 

Fixed Cost per year: 25151482.66 

Variable Cost 31928094.00 

Variable Cost per MLD 511.55 

Total O&M per year 57079576.66 

 

 

Revenue Generation: 

The total operation and maintenance cost of Rs. 511.55 Lacs per annum shall have to 

recover through revenue generation in form of user charges. SMC is working on its 

revenue generation to satisfy the needs of the operation and maintenance cost, as per 

the reforms of SMC. The O & M cost will be recovered by SMC from one or more 

income sources like additional development charges, water and sewage charges, house 

connection charges, property charges etc. So, it is assured by the SMC to recover the 

100 % O&M cost through suitable recovery structure. 
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Annexure 1 : Design for Novation / 

Augmentaiton of Sewage Treatment Plant 

at Dindoli under Dindoli Drainage Zone 
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Statement Showing Results of Raw Sewage at Dindoli STP during April 2015 to 

April 2016 

DATE 
TEMP PH TDS SS COD BOD 

0C Unit mg/l mg/l mg/l mg/l 

01/04/2015 31.0 7.02 538 276 582 298 

04/04/2015 30.9 7.05 501 340 723 371 

06/04/2015 30.8 6.98 549 272 659 321 

07/04/2015 30.7 7.04 469 288 499 237 

08/04/2015 30.7 7.10 521 264 595 298 

09/04/2015 30.8 7.12 534 312 614 315 

10/04/2015 30.6 7.41 505 240 525 276 

13/04/2015 31.0 7.28 502 352 558 265 

15/04/2015 29.7 7.41 535 356 704 343 

16/04/2015 30.5 7.43 496 240 563 282 

17/04/2015 31.3 7.39 495 312 531 259 

18/04/2015 32.4 7.42 594 372 755 387 

21/04/2015 32.6 7.48 612 396 736 368 

22/04/2015 32.8 7.32 454 476 736 359 

23/04/2015 32.5 7.30 450 312 710 346 

24/04/2015 32.0 7.42 465 404 704 343 

27/04/2015 31.4 7.38 501 236 582 298 

28/04/2015 32.7 7.43 475 296 525 269 

29/04/2015 32.9 7.34 440 220 582 291 

30/04/2015 32.0 7.30 510 216 531 266 

01/05/2015 33.0 7.40 466 300 781 371 

02/05/2015 33.5 7.30 421 340 704 343 

04/05/2015 33.4 7.47 443 236 595 305 

05/05/2015 33.2 7.38 456 264 557 285 

06/05/2015 33.6 7.43 523 280 512 269 

07/05/2015 34.4 7.40 484 204 429 225 

08/05/2015 34.3 7.47 424 276 474 243 

11/05/2015 34.6 7.27 469 360 480 252 

12/05/2015 33.1 7.32 450 296 531 272 

13/05/2015 33.9 7.90 471 228 557 265 

14/05/2015 34.3 7.45 479 396 890 445 

15/05/2015 33.0 7.36 441 232 512 262 

16/05/2015 33.2 7.25 420 256 557 279 

18/05/2015 33.0 7.38 459 248 576 266 

19/05/2015 33.2 7.43 457 228 499 243 

20/05/2015 34.2 7.35 469 224 499 250 

21/05/2015 34.1 7.42 443 368 448 230 

22/05/2015 33.8 7.48 492 380 493 265 

25/05/2015 33.9 7.38 464 296 467 245 
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DATE 
TEMP PH TDS SS COD BOD 

0C Unit mg/l mg/l mg/l mg/l 

26/05/2015 33.4 7.43 484 332 614 307 

27/05/2015 33.8 7.52 414 272 570 292 

28/05/2015 34.2 7.48 480 360 454 233 

29/05/2015 34.3 7.46 476 348 659 330 

30/05/2015 34.5 7.43 490 312 570 285 

01/06/2015 34.6 7.37 470 360 480 234 

02/06/2015 33.3 7.47 581 284 512 262 

03/06/2015 32.5 7.70 510 240 474 243 

04/06/2015 33.5 7.45 449 288 602 316 

05/06/2015 34.4 7.82 473 200 499 256 

06/06/2015 34.3 7.51 493 312 755 368 

08/06/2015 33.7 7.42 457 192 454 227 

09/06/2015 33.5 7.32 435 188 416 213 

10/06/2015 32.7 7.51 484 332 659 330 

11/06/2015 31.6 7.03 525 300 544 279 

12/06/2015 31.6 6.98 537 264 582 284 

15/06/2015 29.5 7.11 407 184 365 192 

16/06/2015 30.0 7.17 449 288 589 287 

17/06/2015 30.6 7.12 505 200 518 246 

18/06/2015 30.5 7.06 505 392 698 340 

19/06/2015 30.7 7.05 537 312 582 291 

20/06/2015 31.0 7.00 556 320 730 374 

22/06/2015 30.0 7.03 320 292 390 190 

23/06/2015 29.8 7.20 426 260 512 269 

24/06/2015 29.8 7.18 445 280 486 249 

25/06/2015 29.9 7.16 470 256 410 210 

26/06/2015 30.8 7.14 468 232 531 279 

29/06/2015 32.5 7.18 509 224 557 306 

30/06/2015 30.2 7.21 473 208 499 237 

01/07/2015 32.1 7.05 545 284 640 320 

02/07/2015 30.9 7.10 527 288 480 246 

03/07/2015 32.3 7.10 535 280 659 338 

04/07/2015 31.3 7.21 542 256 646 331 

06/07/2015 31.1 7.23 555 108 506 247 

07/07/2015 31.1 7.22 540 252 512 262 

08/07/2015 30.9 7.23 542 468 666 341 

09/07/2015 30.8 7.28 555 316 595 312 

10/07/2015 30.9 7.19 532 296 634 309 

13/07/2015 31.0 7.11 542 312 621 318 

14/07/2015 31.5 7.19 500 316 717 367 

15/07/2015 31.3 7.20 510 304 678 356 

16/07/2015 31.4 7.22 503 236 550 282 
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DATE 
TEMP PH TDS SS COD BOD 

0C Unit mg/l mg/l mg/l mg/l 

17/07/2015 33.0 7.27 528 244 608 296 

20/07/2015 30.0 7.25 470 268 755 378 

21/07/2015 30.2 7.15 517 320 525 269 

22/07/2015 29.4 7.22 397 236 371 199 

23/07/2015 29.6 7.23 522 272 352 189 

24/07/2015 29.7 7.34 448 220 320 168 

27/07/2015 28.1 7.30 424 272 384 197 

28/07/2015 27.7 7.24 266 156 262 141 

29/07/2015 27.9 7.28 276 188 256 134 

30/07/2015 28.3 7.20 428 228 550 282 

31/07/2015 29.4 7.13 472 352 710 364 

01/08/2015 28.9 7.18 448 344 627 329 

03/08/2015 29.3 7.25 439 328 614 315 

04/08/2015 29.3 7.12 411 372 627 329 

05/08/2015 29.5 7.21 445 256 499 256 

06/08/2015 29.3 7.19 439 304 557 272 

07/08/2015 29.2 7.23 423 368 634 317 

10/08/2015 29.3 7.21 418 360 813 427 

11/08/2015 30.0 7.30 417 296 646 339 

12/08/2015 28.9 7.35 452 288 544 272 

13/08/2015 29.5 7.35 449 204 499 268 

14/08/2015 29.3 7.28 369 240 486 255 

17/08/2015 29.4 7.35 419 120 365 178 

19/08/2015 29.9 7.26 445 268 544 292 

20/08/2015 30.0 7.29 416 372 448 230 

21/08/2015 30.1 7.23 393 292 659 338 

24/08/2015 30.0 7.30 415 304 685 360 

25/08/2015 30.8 7.25 426 268 486 261 

26/08/2015 30.7 7.20 440 288 563 296 

27/08/2015 31.5 7.31 519 220 640 352 

28/08/2015 31.0 7.25 439 248 653 318 

31/08/2015 29.4 7.25 309 192 346 186 

01/09/2015 30.2 7.22 389 200 595 305 

02/09/2015 30.5 7.28 449 216 557 279 

03/09/2015 30.3 7.33 437 180 570 292 

04/09/2015 31.2 7.26 502 280 698 349 

07/09/2015 31.1 7.30 469 332 537 262 

08/09/2015 30.1 7.27 444 260 672 344 

09/09/2015 30.3 7.27 484 244 614 315 

10/09/2015 31.4 7.32 450 230 608 312 

11/09/2015 30.6 7.27 509 400 742 380 

14/09/2015 31.1 7.34 435 292 602 316 
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DATE 
TEMP PH TDS SS COD BOD 

0C Unit mg/l mg/l mg/l mg/l 

15/09/2015 30.4 7.41 410 280 531 272 

16/09/2015 30.3 7.31 507 272 595 312 

18/09/2015 30.6 7.26 479 304 838 429 

19/09/2015 27.5 7.57 180 124 192 103 

21/09/2015 27.1 7.31 418 188 269 138 

22/09/2015 28.5 7.29 411 180 454 233 

23/09/2015 28.8 7.22 474 296 557 279 

24/09/2015 29.5 7.23 460 196 582 291 

28/09/2015 30.1 7.18 537 340 589 302 

29/09/2015 29.9 7.25 479 260 678 356 

30/09/2015 31.0 7.21 473 172 557 285 

01/10/2015 31.5 7.22 468 220 608 304 

03/10/2015 30.8 7.25 435 349 582 298 

05/10/2015 31.4 7.20 473 256 595 298 

06/10/2015 31.1 7.12 478 244 710 391 

07/10/2015 31.2 7.18 512 316 691 354 

08/10/2015 31.7 7.22 456 388 595 312 

09/10/2015 31.7 7.16 505 404 845 433 

12/10/2015 30.9 7.28 485 280 640 344 

13/10/2015 31.9 7.22 542 432 563 296 

14/10/2015 32.0 7.28 540 362 512 256 

15/10/2015 32.2 7.32 548 280 563 282 

16/10/2015 33.0 7.22 594 344 493 253 

17/10/2015 31.2 7.25 481 220 480 240 

19/10/2015 31.6 7.35 498 208 499 268 

20/10/2015 31.1 7.17 497 236 582 291 

21/10/2015 31.0 7.20 460 252 570 299 

23/10/2015 30.8 7.18 450 284 589 295 

26/10/2015 30.6 7.20 495 268 576 288 

27/10/2015 30.5 7.15 470 304 608 304 

28/10/2015 30.3 7.10 430 224 531 272 

29/10/2015 30.8 7.12 450 264 576 295 

30/10/2015 30.7 7.10 465 252 595 305 

02/11/2015 30.8 7.12 570 272 570 299 

03/11/2015 32.2 7.18 547 284 582 284 

04/11/2015 31.9 7.24 558 292 563 282 

05/11/2015 31.6 7.11 514 304 691 363 

06/11/2015 30.3 7.15 510 296 634 341 

07/11/2015 30.2 7.17 498 264 582 284 

09/11/2015 30.1 7.12 444 328 710 346 

10/11/2015 29.8 7.11 474 352 646 331 

16/11/2015 29.6 7.35 518 288 691 380 
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DATE 
TEMP PH TDS SS COD BOD 

0C Unit mg/l mg/l mg/l mg/l 

17/11/2015 29.7 7.37 505 256 659 321 

18/11/2015 28.7 7.32 483 276 506 259 

19/11/2015 28.8 7.46 464 256 442 232 

20/11/2015 28.4 7.46 468 324 602 301 

21/11/2015 28.6 7.38 482 276 653 302 

23/11/2015 29.3 7.25 518 432 845 412 

24/11/2015 29.7 7.36 488 348 883 453 

26/11/2015 29.2 7.32 470 304 710 355 

27/11/2015 28.3 7.27 484 320 123 362 

30/11/2015 28.5 7.53 613 312 608 327 

01/12/2015 27.4 7.27 578 308 698 358 

02/12/2015 27.7 7.56 494 280 704 361 

03/12/2015 27.2 7.22 506 388 602 316 

04/12/2015 27.1 7.29 504 192 499 256 

05/12/2015 28.9 7.38 475 260 832 416 

07/12/2015 26.2 7.30 460 336 621 326 

08/12/2015 27.1 7.38 513 428 749 365 

09/12/2015 26.7 7.35 518 336 576 295 

10/12/2015 28.7 7.38 530 516 883 442 

11/12/2015 27.6 7.23 478 260 672 319 

14/12/2015 25.7 7.27 528 316 672 361 

15/12/2015 25.1 7.38 513 400 646 347 

16/12/2015 25.8 7.33 552 248 653 351 

17/12/2015 24.1 7.38 506 304 634 325 

18/12/2015 24.6 7.50 503 288 736 368 

19/12/2015 24.3 7.40 494 300 826 403 

21/12/2015 23.7 7.44 580 264 774 435 

22/12/2015 23.2 7.48 475 204 435 212 

23/12/2015 23.4 7.39 480 232 499 250 

28/12/2015 26.0 7.43 524 236 506 266 

29/12/2015 26.1 7.22 510 252 627 321 

30/12/2015 26.8 7.28 540 244 614 315 

31/12/2015 26.9 7.32 620 236 633 324 

01/01/2016 25.8 7.30 532 372 755 378 

02/01/2016 24.8 7.50 497 324 640 336 

04/01/2016 27.0 7.32 544 240 576 281 

05/01/2016 25.9 7.28 558 336 730 374 

06/01/2016 26.7 7.41 553 224 525 263 

07/01/2016 25.6 7.38 540 232 576 274 

08/01/2016 25.5 7.30 525 264 653 322 

11/01/2016 24.2 7.22 510 256 621 334 

12/01/2016 24.6 7.46 494 288 678 364 
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DATE 
TEMP PH TDS SS COD BOD 

0C Unit mg/l mg/l mg/l mg/l 

13/01/2016 25.2 7.28 493 320 723 371 

15/01/2016 24.8 7.33 469 396 537 269 

16/01/2016 24.8 7.32 501 360 633 309 

18/01/2016 25.9 7.42 483 220 531 299 

19/01/2016 24.1 7.44 516 288 585 290 

20/01/2016 25.0 7.50 486 296 621 311 

21/01/2016 23.8 7.30 474 240 538 282 

22/01/2016 23.9 7.38 490 264 570 292 

25/01/2016 23.8 7.42 485 192 640 336 

27/01/2016 24.2 7.45 512 284 512 269 

28/01/2016 24.2 7.41 488 192 544 272 

29/01/2016 25.1 7.32 498 328 538 289 

30/01/2016 25.3 7.38 504 240 550 296 

01/02/2016 26.0 7.49 578 256 544 265 

02/02/2016 25.0 7.45 502 228 493 277 

03/02/2016 25.1 7.26 508 268 480 234 

04/02/2016 25.1 7.46 473 212 608 304 

05/02/2016 25.0 7.30 518 200 429 225 

06/02/2016 25.2 7.42 457 336 512 256 

08/02/2016 25.4 7.32 506 240 512 275 

09/02/2016 25.1 7.44 452 248 499 243 

10/02/2016 25.5 7.46 480 272 493 253 

11/02/2016 25.3 7.43 462 228 448 224 

12/02/2016 25.4 7.37 499 176 416 218 

15/02/2016 28.1 7.37 507 256 493 247 

16/02/2016 25.3 7.41 475 240 403 191 

17/02/2016 25.8 7.36 485 232 512 269 

18/02/2016 26.2 7.44 466 376 531 285 

19/02/2016 26.9 7.40 505 240 493 265 

20/02/2016 26.8 7.39 467 232 550 282 

22/02/2016 26.2 7.43 547 256 448 224 

23/02/2016 26.6 7.52 482 248 454 244 

24/02/2016 26.9 7.46 541 228 442 238 

25/02/2016 26.9 7.40 477 212 454 238 

26/02/2016 27.0 7.45 480 208 435 223 

29/02/2016 28.8 7.42 542 424 627 329 

01/03/2016 29.5 7.35 535 388 678 331 

02/03/2016 29.7 7.33 570 368 685 360 

03/03/2016 28.4 7.34 491 372 576 302 

04/03/2016 29.8 7.40 460 232 474 243 

05/03/2016 28.9 7.45 466 244 525 282 

08/03/2016 29.5 7.42 540 388 576 274 
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DATE 
TEMP PH TDS SS COD BOD 

0C Unit mg/l mg/l mg/l mg/l 

09/03/2016 29.8 7.38 595 380 685 360 

10/03/2016 29.0 7.22 560 312 659 330 

11/03/2016 27.8 7.30 490 420 646 323 

14/03/2016 29.4 7.28 540 204 429 209 

15/03/2016 29.0 7.32 442 340 653 343 

16/03/2016 29.2 7.25 450 312 640 312 

17/03/2016 29.1 7.29 465 336 646 339 

18/03/2016 29.5 7.18 490 312 576 295 

19/03/2016 29.3 7.20 485 296 531 266 

21/03/2016 31.0 7.35 712 244 454 238 

22/03/2016 29.5 7.35 492 388 505 259 

23/03/2016 29.3 7.42 512 464 621 311 

28/03/2016 30.1 7.31 522 484 928 452 

29/03/2016 30.3 7.63 457 300 557 279 

30/03/2016 31.6 7.44 556 276 589 287 

31/03/2016 31.5 7.46 472 304 454 244 

01/04/2016 31.6 7.42 543 344 512 243 

02/04/2016 30.9 7.33 495 388 582 306 

04/04/2016 31.3 7.38 495 280 474 237 

05/04/2016 31.8 7.51 515 500 800 370 

06/04/2016 31.2 7.48 439 188 448 218 

07/04/2016 30.9 7.34 497 320 563 296 

11/04/2016 32.6 7.36 455 380 589 287 

12/04/2016 32.7 7.42 465 400 582 306 

13/04/2016 33.5 7.42 499 228 333 175 

16/04/2016 33.1 7.38 461 200 410 205 

18/04/2016 32.8 7.38 526 244 461 242 

19/04/2016 33.0 7.49 462 228 442 227 

21/04/2016 32.0 7.50 439 232 582 291 

22/04/2016 32.4 7.52 452 256 461 225 

25/04/2016 31.8 7.36 395 196 416 208 

26/04/2016 32.3 7.48 441 228 416 213 

27/04/2016 31.5 7.25 483 224 454 244 

28/04/2016 31.4 7.28 499 388 448 218 

29/04/2016 31.6 7.32 476 300 467 245 

30/04/2016 31.8 7.31 501 196 384 197 

02/05/2016 32.4 7.47 445 232 422 216 

03/05/2016 32.8 7.40 498 228 454 238 

04/05/2016 33.0 7.33 514 288 480 252 

05/05/2016 32.9 7.36 494 224 358 170 

06/05/2016 32.8 7.40 453 228 384 206 

07/05/2016 31.9 7.25 490 232 493 247 
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DATE 
TEMP PH TDS SS COD BOD 

0C Unit mg/l mg/l mg/l mg/l 

09/05/2016 32.0 7.35 507 236 480 246 

10/05/2016 31.6 7.32 527 184 474 237 

11/05/2016 31.8 7.30 510 192 493 259 

12/05/2016 33.0 7.48 464 188 467 245 

13/05/2016 33.1 7.50 438 192 486 255 

16/05/2016 33.5 7.48 471 300 736 377 

17/05/2016 34.3 7.44 451 208 448 235 

18/05/2016 35.2 7.48 471 280 621 295 

19/05/2016 33.5 7.47 450 192 493 253 

20/05/2016 32.6 7.41 488 336 589 287 

21/05/2016 33.0 7.44 448 276 493 259 

23/05/2016 32.9 7.40 439 192 480 240 

24/05/2016 33.2 7.42 504 164 288 151 

25/05/2016 33.1 7.45 456 212 345 177 

26/05/2016 33.1 7.49 463 196 333 175 

27/05/2016 33.3 7.47 398 124 384 197 

30/05/2016 32.4 7.30 574 164 678 356 

31/05/2016 32.6 7.28 511 216 646 363 

    

Min 23.2 6.98 180 108 123 103 

Max 35.2 7.90 712 516 928 453 

Avg 30.0 7.32 485 280 565 289 

90%tile 33.2 7.47 542 373 710 363 
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PROCESS DESIGN 

The major treatment units proposed to be provided for novation / augmentation of 167 

MLD plant comprise of the following as minimum requirement: 

1. Inlet Chamber  

2. Fine Screen Chamber  

3. Grit chamber / mechanism  

4. Parshall flume for flow measurement  

5. Primary Settling Tank  

6. Anaerobic Reactor / Tank  

7. Modificaiton of 3 Nos. of Aertion Tank to house IFAS + 1 new IFAS 

Aeration Tank 

8. New SBR for 101 MLD 

9. Secondary Settling Tanks  

10. Chlorination System  

11. Sludge Thickener  

12. Anaerobic high rate Sludge Digester  

13. Digester Sludge Mixing Pump House  

14. Bio Gas Based Power Plant  

15. Mechanical Dewatering System  

16. Return sludge Sump & Pump House with the Return sludge and Excess 

Sludge Pumps  

17. Digested sludge sump and pump house  

The other units required are: 

a) Road Reinstatement on work completion 

b) Storm water drain with plant premises 

c) Effluent disposal line 

d) Plant pathways Plinth Protection. 
 

Technical Note on Proposed Treatment Scheme: 

It is proposed to augment the treatment plant up to 167 MLD capacity.  Presently peak 

flow is considered as 334 MLD with peak factor of 2.0. 90%tile value of raw sewage 

characteristics of last 12 months is considered for design purpose as under. The 

treatment plant shall be designed to treat the sewage as per the following standards to 
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make it suitable to discharge into the Mithi Creek. 

Sr.No. Parameters Unit Raw 

Sewage 

Treated 

Effluent 

1 PH - 7.5 6.9 to 7.5 

2 BOD5 mg/l 250 ≤ 10 

3 COD mg/l 600 ≤ 50 

4 Suspended Solids mg/l 300 ≤ 10 

5 TKN mg/l 40 - 

6 Ammonical Nitrogen mg/l 25 - 

7 Total Nitrogen mg/l 42 ≤ 10 

8 Total Phosphorus mg/l 7 ≤ 2 

9 Fecal Coli form Count MPN/100 ml 1 x 105 ≤ 230 

 

For 101 MLD new STP initially the sewage shall be subjected to pre-treatment which 

includes removal of floating material through screen and grits with the help of grit 

removal Mechanism.  From the Inlet Chamber, the sewage will overflow to Screen 

Chambers, each screen channel comprising of mechanical Fine Bar Screen suitable for 

design peak flow shall be provided. Step type Fine bar screens shall be provided for 

removal of floating materials, etc. shall be provided in each screen channel. After 

screening, the sewage shall overflow to grit chambers for removal and washing of grits 

from the sewage.  Each Grit Chamber shall have Grit mechanism, Grit Washing 

Mechanism and Classifier Mechanism which will collect the grit and transfer the same 

to the Discharge/Collection Point. 

After grit removal, the sewage shall pass through Parshall flume for flow measurement 

The flow measurement shall be carried out with the help of ultrasonic flow meter.   

From Pre-treatment, the sewage shall be fed into the Sequential Batch Reactor (SBR) 

Process Basins for biological treatment to remove BOD, COD, Suspended Solids. 

Sequential Batch Reactor (SBR) shall work in Cyclic / Batch mode in single step. The 

partially treated sewage after enters the Selector Zone, where anoxic-mix conditions are 

maintained. Also a part of the treated effluent along with activated sludge from the 

Aeration Zone is recycled here using Return Activated Sludge (RAS) Pump. As the 
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microorganisms meet high BOD and low DO condition in the Selector Zone, natural 

selection of predominantly floc-forming microorganisms takes place. This is very 

effective in containing all of the known low F/M bulking microorganisms, which 

eliminates problems of sludge bulking and sludge foaming. This process ensures 

excellent settling characteristics of the biological sludge. Also, due to the anoxic 

conditions in the Selector Zone, De-nitrification and Phosphorous removal occurs, in 

case Nitrogen and Phosphorous levels are high in the sewage. Then after it enters into 

aerobic reactors, where it shall perform biological Organic Removal, Nitrification and 

shall be capable of simultaneous sludge stabilization. The oxygen required shall be 

supplied through fixed type Fine Bubble Diffused Aeration System with auto control of 

oxygen level in the Basins. The system shall have a SVI < 120 for higher settling rates 

and should be designed in such a way that growth of filamentous bacteria is restricted. 

The complete operation including Filling of Sewage, Aeration, Sludge Recirculation, 

Decanting and Wasting of Excess Sludge shall be controlled by PLC. The required 

oxygen shall be provided by fine bubble membrane air diffusers of submersible type. 

The SBR basin shall have suitable submersible types of pumps which return the 

activated sludge back into to the reactor basins and to pump the surplus activated 

sludge to sludge sump / dewatering units. 

The decanted sewage from SBR shall be taken to Chlorine Contact Tank; where 

chlorine shall be dosed through the Chlorinators for removal of fecal coliforms and to 

keep the MPN value below specified limits, before discharging the treated sewage to 

khadi. 

The surplus activated sludge from SBR shall be dewatered in the Centrifuge system. 

The polyelectrolyte dosing tanks with mixers shall be provided for dosing the same to 

the digested sludge at Centrifuge system.  

Filtrate from Centrifuge system shall be collected in supernatant sump & ultimately 

taken to the inlet chamber for further treatment with the help of supernatant pumps. 

For existing 66 MLD STP initially the sewage shall be subjected to pre-treatment 

which includes removal of floating material through screen and grits with the help of 

grit removal Mechanism.  From the Inlet Chamber, the sewage will overflow to Screen 
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Chambers. The Screen Channel comprising of Mechanical Fine Bar Screen suitable for 

design peak flow shall be provided. Step type Fine bar screens shall be provided for 

removal of floating materials, etc. shall be provided in each screen channel. After 

screening, the sewage shall overflow to grit chambers for removal and washing of grits 

from the sewage.  Each Grit Chamber shall have Grit mechanism, Grit Washing 

Mechanism and Classifier Mechanism which will collect the grit and transfer the same 

to the Discharge/Collection Point.   

After grit removal, the sewage shall pass through Parshall flume for flow measurement. 

The flow measurement shall be carried out with the help of ultrasonic flow meter.   

From Parshall flume, the sewage shall be collected in the Primary clarifier for partial 

removal of Suspended Solids through distribution chamber with necessary isolation 

gates. Sludge removed from the Primary Clarifier shall be collected in the Sludge 

Sump; from where it will be pumped to digester feed sump and pump house with the 

help of Primary Sludge Transfer Pumps. Primary Sludge Pumps shall be provided for 

this purpose.   

After Primary Clarification, the sewage shall be subjected to Biological Treatment 

which works on the principle of Integrated Fixed Film Activated Sludge (IFAS) 

process. The IFAS process includes Aeration Tank, Secondary Clarifier, sludge re-

circulation, MLD recirculation and excess sludge withdrawal arrangement.  From the 

Primary clarifier the sewage shall be transferred to the Anaerobic Tank for phosphorus 

accumulation. Then onwards, the sewage will flow to Aeration Tanks with IFAS for 

simultaneous nitrification - denitrification. From the Aeration Tank, the ML will be 

recirculated back to address denitrification, whereas the regular sewage shall overflow 

to the Secondary Clarifier; where Bio-mass shall be settled out and shall be re-

circulated back to the Anaerobic Tank with the help of the Sludge Re-circulation 

Pumps. The oxygen required shall be supplied through fixed type Fine Bubble Diffused 

Aeration System.  

The sludge from the secondary Clarifier shall be returned to the Anaerobic Tank with 

the help of the Sludge Re-circulation Pumps; whereas excess sludge shall be taken to 

the digester feed sump and pump house with the help of excess sludge pumps.  The 
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overflow from the Secondary Clarifier shall be taken to Chlorination Contact Tank; 

where chlorine shall be dosed through the Chlorinators to maintain specified residual 

chlorine level and to keep the MPN value below specified limits, before discharging the 

treated sewage to creek. 

The Primary and Secondary Excess Sludge collected at the digester feed sump and 

pump house shall be pumped to the sludge digester with the help of digester feed 

pumps. Sludge digester with digester feed pumps shall be provided for this purpose.   

Digester mixing system compromising of digester mixing pumps shall be provided as 

described in the specifications hereafter. 

Gas from digester shall be collected in a Gas Holder and shall be utilized for power 

generation with the help of gas engine and excess gas shall be flared 

The digested sludge from the digester shall be dewatered in the Centrifuge system. The 

polyelectrolyte dosing tanks with mixers shall be provided for dosing the same to the 

digested sludge at Centrifuge system.  

Supernatant/ filtrate shall be collected in supernatant sump & ultimately taken to the 

inlet chamber for further treatment with the help of supernatant pumps. 

While preparation of detailed design / G.A. drawings during execution, the below 

general engineering specifications and practice shall be followed. 

a Monorail and chain pulley block (manually operated) shall be provided for all 

pump houses (both underground and above ground), BFP room, Blower room, 

etc. as required of adequate capacity . Monorail shall be extended outside pump 

house / building to facilitate loading / unloading of equipment directly on 

vehicle, for which ramp approach shall be given. 

b Adequate measure shall be taken to prevent dry running of the pump. Low level 

to trip the pump shall be above the top of pump casing. The sump floor shall 

slope towards suction pit / channel. Care must taken especially for under ground 
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sludge sumps to provide suction pit of adequate size for emptying the sump for 

ease of maintenance. 

 Effective liquid depth of units shall be considered between levels corresponding 

to lowest level switch and highest level switch. Flooded suction requires that 

lowest level switch shall not be lower than the elevation of discharge flange of 

pump.    

c Operating platforms shall be provided for operation of any equipment or valve 

causing inconvenience to operate from ground/floor level. For operating height 

above 1.5 m operating platform must be provided. Platform shall have 

minimum width of 900mm with galvanized grating / chequered plate. 

d All pump areas / pedestals shall be provided with kerb walls and suitable 

arrangement for collection of leakage. In dry wells necessary drain collection pit 

and dewatering pump of sufficient capacity and head requirement having auto 

operation with low and high level switches shall be provided in all pump 

houses, especially underground pump house for this purpose. 

e Vehicular approach shall be provided to units wherever required from operation 

and maintenance point of view. 

f Flushing connections shall be provided for all sludge handling units and sludge 

lines. 

g Access to platforms shall be by ladders. Access shall be by stairway if unit 

required frequent attention of operating personnel. 

h Adjoining units shall be connected with operating platform (with hand railing). 

i The clear distance between adjacent pump / blower pedestal shall be 1000 mm. 

The clear distance from pedestal to internal face of walls shall not be less than 

1500 mm. The clear distance from pedestal to internal face of walls on motor 

side of the pumps shall not be less than 1500mm.  
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j Minimum clearance of 500 mm shall be provided around pumps, blowers-if 

any, equipment pedestal for paving etc. 

k Motors of all pumps and blowers shall be covered with canopy. 

l All chemical dosing pumps shall be provided with pulsation dampeners. 

Metering pumps shall have bypass with valves and external pressure safety 

valves. 

m Safety shower and eye wash facility, service water connection shall be provided 

near chemical handling areas, especially chlorination area and 

polyelectrolyte/BFP area. 

n All instrument indication facility shall be readable from grade. 

o All below ground valves (including sludge outlets of clarifiers and thickeners) 

shall be operable from ground by providing extended spindle and hand wheel 

arrangement. 

p Epoxy lining in polyelectrolyte tanks and other units as required shall be 

provided. Complete wetted surface including free board and top of walls shall 

be lined.  

q Large tanks shall be able to be segregated for manual de-sludging, whenever 

required along with drain piping. 

r Common delivery header and suction header of pumps (and blowers) shall be 

provided with a blind flange on one end. 

s In case vehicle is used for sludge/grit collecting and transferring tractor trolley 

type shall be used. 

t All motors shall have running indication. 

v Flow measurement shall be provided at all chemical dosing lines as well as 
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sludge pump lines. 

w Clear Distance between two Civil units should be more than 5 m. 
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PROCESS DESIGN CRITERIA 

The Process design criteria for 101 MLD new STP and upgradation of 66 MLD 

Capacity of Sewage Treatment Plant is provided. The specified sizing and quantities 

mentioned are minimum for satisfactory fulfillment of the specified final treated 

sewage quality.  

(A) Existing 66 MLD STP Upgradation 
 

1.0 Inlet Chamber (Existing) 

 Average Sewage Flow : 66 MLD+ Other flows 

 Peak factor ‘f’ : 2.5 

 Peak Sewage Flow : 165 MLD 

 No. of Unit : One 

 Detention Period  : 60 Seconds at Peak Flow 

 Size of inlet chamber : 8.0m x 6m x 2.5m LD 

 Free Board : 0.5 m 

 Material of Construction : R.C.C. (M-30) with water 

proof plaster 

 By-pass arrangement from Inlet 

Chamber with necessary Bypass Gate 

: RCC pipe of suitable size to be 

connected to by pass. 

 

2.0 Screen Channels – Fine Bar Screen with belt conveyor system (Existing) 

 

  No. of Units  : Two (1W + 1S) 

  Capacity : 
165 MLD peak flow through 

each screen 

  Type of screen : Step type screen 

  Clear spacing between the screen flat : 6 mm 

  Angle of inclination : 40º to Horizontal 

  Velocity through screen at peak flow : 1.2 m/sec (max.) 

  Head loss through screen : 225 mm (max.) 

  Flats of screen : 2 mm thick. 

  Drop in bed of screen : Minimum 150 mm 

 Size of Screen Channel : 2.0 m wide x 1.4m LD 

 Material of Construction : 
R.C.C. (M-30) with water proof 

plaster 

  Free board above TWL : 500 mm 

  Belt Conveyor : To be provided 

 

3.0 Grit Chambers (Existing) 
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  No. of Units  : 2 nos. (1W + 1S)   

  Capacity : 
165 MLD peak flow through 

each grit mechanism 

  Surface loading rate at 15º C : 1300 m3/d/m2 (at peak flow) 

  Detention period : 60 sec 

  Assumed size of grit particle : 0.15 mm and above 

  Specific gravity of particle : 2.65 

  Settling Velocity : 1.50 cm/sec 

  Horizontal Velocity : 18 cm/sec (max.) 

  Depth (minimum) : 1.0 m 

  Organic matter in washed grit    

  not to exceed : 3% 

 Size of Grit Chamber : 11.5 m x 11.5m x 1.0m LD 

 Material of Construction : 
R.C.C. (M-30) with water 

proof plaster 

  Free Board : 500 mm 

 

4.0 Parshall Flume (Existing) 

 

 No. of Units : 1 No. 

 Average Sewage Flow : 66 MLD 

 Peak Sewage Flow : 165 MLD 

 Size of Parshall Flume : 3.0 m wide x 15m long 

 Liquid depth : 1.0 m LD 

 Free board  : 0.50 m. (minimum) 

 Flow meter : Ultrasonic type 

 

Note  : 1. Local indicator plus provision of flow totalizer at control room  

  2. Dimensions for Parshall flume shall be provided as per CPHEEO 

Manual on sewage and sewage treatment second edition (1993). 

 

5.0 Primary Clarifiers (Existing) 

 

  Average Flow : 66 MLD+ other flows 

  No. of Units  : 4 units  

  Detention time : 2.5 hrs. (Min.) 

  Surface loading rate at average flow  : 30 m3/d/m2 (max.) 

  Weir loading rate at average flow : 125 m3/d/m2 (max.) 

  Floor slope : 1 in 12 
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 Size of  Primary Clarifier : 30.00 m dia. 

  Side water depth (upto top weir) : 3.2 m  

  BOD 5 days, 20ºC removal  : 30% 

  Suspended solids removal : 60% 

  Solid concentration in primary sludge  : 3 to 4% 

  Specific gravity of primary sludge : 1.03 

 Material of Construction : 
R.C.C. (M-30) with water proof 

plaster 

  Free Board : 500 mm 

 

Note :  

All piping/channels and launders of primary clarifier shall be designed for peak flow 

including any other flows. 

Free fall in peripheral launder/through with respect to weir crest shall be between 0.10 

to 0.15 m. 

Difference between top water level of primary clarifier and aeration tank shall not be 

less than 150 mm after taking in account the friction losses. 

Required additional Area of central Feed Well & Launder shall be provided in Clarifier. 

FRP ‘V’ notches on both side of the launder, if required to adjust the weir length for 

peak flow conditions to be provided. 

 

5.0 Aeration Tanks With Diffused Aeration System (To be modified) 

 
Additional Anaerobic Tank ahead of Existing Aeration Tank for 66 MLD 

  Average Flow : 66 MLD+ other flows 

  No. of Units  : 3 Units  

  Inlet BOD (5 days at 20ºC) : 170 mg/l 

  Detention Time : 1 Hours  

  Return sludge : 100 %  

  Volume of each tank : 6150 Cu.mt. 

 Size of each Tank : 
3 Nos. x 8 m x 24 m x 4.9 m LD 

 

 Material of Construction : 
R.C.C. (M-30) with water proof 

plaster 

  Free board : 0.6 m 

 

1.0 Aeration Tanks With IFAS 

No of Existing Aeration Tank : 3 Nos. (Existing)  

 

Capacity of Existing Aeration Tank : 22 MLD each (Avg. Flow) 

No. of Tanks to be Augmented : 3 Nos. 

Flow Capacity of Augmentation Tank : 22 MLD 

Fixed Film Details   

Type : Biotextile sheets aligned in cage 

Specific Growth of Surface : 23 m2/ m2of textile area 



Novation of Sewage Treatment Plant at Dindoli, Dindoli Drainage Zone, 
Surat Municipal Corporation, Surat 

  Page  58 
 

 

MOC   

Biotextile : 100% Polypropylene yarns 

Bio-textile configuration on cages : Discreet parallel textile sheets 

(no double wrapping of textile sheets 

allowed) 

Cage : SS 304 

Clamps and fixing accessories : Water resistant PP 

Standard width / Weight : As per manufacturer’s 

recommendation  

Mobility   

Fixed/Moving : Immobile-Fixed 

Installation : Biotextile-Parallel to flow direction 

Dimensions   

Cages Dimensions : As per design requirement 

Quantity : As per design requirement 

Specific Air Requirements   

Aeration underneath cages : Fine bubble aeration  

(no coarse bubble aeration allowed) 

Air requirement : 58,000 m3/hr (minimum) 

Diffuser type – MOC : Fine bubble diffusers-strip type- 

Polyurethane 

Efficiency of diffusers required : 6% per meter of submergence 

   

AIR BLOWERS   

No of Air Blowers : 10 Nos. (7 W + 3 S) 

Capacity : 4900 M3/Hr. 

Pressure : 0.45 Kg/cm2 

Blower RPM : As per Design 

Type of Blowers : Screw Blowers 

Motor HP : As per Design 

Motor RPM : As per Design 

Diffusers for Aeration Tank :  

Type : Strip 

Diffuser Membrane   

Type-self cleaning  : Yes 

No of diffuser : 1140  

Type : Polyurethane 

Means of attachment to main header : PE Pipe 

Membrane Width x Length : W 180 mm X L 4000 mm 

Diffuser Assembly   

Type : Strip 

Length : 4000 m 

MOC : PVC 

MOC   

Diffuser Tube : PVC 

Membrane : Polyurethane 

Pipe clamps & Hardware : SS/Nylon Plugs / Plastic  



Novation of Sewage Treatment Plant at Dindoli, Dindoli Drainage Zone, 
Surat Municipal Corporation, Surat 

  Page  59 
 

 

Pipe Grid : PE 

Performance   

SOTE Oxygen transfer rate : ≥ 6% per meter of submergence 

 

7.0 Secondary Clarifiers With Distribution Chambers (Existing) 

 

  Avg. flow  : 66 MLD+ other flow 

  No. of Units  : 4 units  

  Detention time : 2.5 hrs. 

  Surface loading rate at average flow  : 20 m3/m2/day (max.) 

  Weir loading rate at average flow : 185 m3/m2/d (max.) 

  Solid loading rate at average flow : 70 to 140 kg/d/m2 

  Solid loading rate at Peak flow : 210 kg/d/m2 (max.) 

  Floor slope : 1 in 12 

 Size of  Secondary Clarifier : 32.50 m dia. 

  Side water depth (upto top of weir) : 3.5 m 

  
Solid concentration in secondary 

sludge  
: 1% 

  Specific gravity of secondary sludge : 1.01 

 Material of Construction : 
R.C.C. (M-30) with water proof 

plaster 

  Free Board : 500 mm 

 

Note :  

All piping/channels and launders of Secondary clarifier shall be designed for peak flow 

including any other flows. 

Free fall in peripheral launder/trough with respect to weir crest shall be between 0.10 to 

0.15 m. 

Required additional Area of central Feed Well shall be provided in Clarifier. 

FRP ‘V’ notches shall be provided on periphery of launders. 

 

8.0 Chlorine Contact Tank  (Existing) 

 

  Avg. Flow : 66 MLD 

  No. of Unit : 1 no.  

  Retention time : 30 min. 

 Capacity of pure water sump : 200 m³ 

 Size of Chlorine Contact Tank : 27.5 m x 10.0 m x2.5 m LD 

 Material of Construction : 
R.C.C. (M-30) with water proof 

plaster 

 Free Board : 500 mm 

  Dose of chlorine : 
5 ppm (min.) or suitable for 0.5 

ppm FRC 
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  No. of chlorinator : 3 nos. (2 W + 1 S) 

  Type of chlorinator : Vaccume type 

  Capacity of chlorinator : 

Min. 20 Kg/hr capacity. Higher 

capacity as suitable for dose of 

chlorine as mentioned above may 

be considered. 

 

8A Chlorine Booster Pumps (Existing) 

 

  No. of Unit : 3 nos. (2 W + 1S) 

 Type of pump : Inline multistage centrifugal 

  Capacity & Head : 
As per manufacturer 

recommendation 

  MOC : As per mechanical specification 

 

8B Chlorine Tonners (Existing) 

 

No. of  tonners (Storage for 15 days use) 6 Nos. (4 Working + 2 Standby) 

Capacity of each tonners 
900 Kg. or so which may be 

available in market 

 

Note: Contractor shall supply above specified numbers of Chlorine Tonners along with 

chlorination system with necessary statutory approval on behalf of SMC at no extra 

cost. 

 

 

9. Primary Sludge Sump & Pump House  (Existing) 

 

  No. of Sump & Pump House  : 2 Nos. 

  Solid concentration  : 3 to 4% (max.) 

  Specific gravity of sludge : 1.03 

  Actual pumping hours for sludge     

  Pumping : 12 hrs/day for average flow 

  Minimum diameter of pumping     

 main to avoid clogging : 150 mm 

  Size of sump : For 1 hr storage (min.) 

 Material of Construction : 
R.C.C. (M-30) with water proof 

plaster 

 Size of sludge sump : 5.0 m x 2.0 m x 2.0 m LD 

 Size of  pump house : 5.0 m x 5.0 m 

  Free board : 500 mm (min.) 

  No. of Pumps : 4 nos. (2W + 2S) 

  Type of Pump : Screw type 
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  Capacity of Pump : 20 m3 /hr  

  Head of pump : 8 m to 10 m 

 Material of Construction of Pumps :  

 Pump Housing   CI 

 Rotor/Shaft  SS AISI 410 

 Stator  Nitrile Black 

 

 

10. Return Sludge Sump & Pump Houses (Existing) 

 

  No. of Sump & Pump House : 2 Nos. 

  Retention time in sump : 15 minutes of return sludge 

  Quantity of return sludge : upto 50% of avg. flow 

  
Concentration of solids in return 

sludge 
: 1% 

 
Min. dia. Of pumping main to avoid 

clogging 
: 200mm 

 Size of sludge sump : 8.0 m x 8.0 m x 2.7 m LD 

 Size of  pump house : 8.0 m x 7.0 m 

 Material of Construction : 
R.C.C. (M-30) with water proof 

plaster 

 Free Board : 500 mm 

 Top of sump : 
300 mm above water level of 

clarifier 

 

10A Return Sludge Pumps (Existing) 

 

  No. of Pumps : 4 nos. (2W + 2S) 

  Type of Pump : Horizontal Centrifugal non-clog 

  Capacity of pump : 690.0 m3 /hr 

  Head : 
8 m to10.0m 

 

 Material of Construction:   

 Casing : 
CI IS 210 Gr FG 260 with 1.5% 

Ni. 

 Impeller : SS ASTM A743 Gr CF8M 

 Shaft / Shaft Sleeve : ASTM A276 SS 431 

 

10B Excess Sludge Pumps (Existing) 

 

  No. of Pumps : 4 nos. (2W + 2S) 

  Capacity : 25.0 m3 /hr 
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  Type of Pump : Horizontal Centrifugal non-clog 

  Head : 10 m to 12.0 m 

 Material of Construction:   

 Casing : 
CI IS 210 Gr FG 260 with 1.5% 

Ni. 

 Impeller : SS ASTM A743 Gr CF8M 

 Shaft / Shaft Sleeve : ASTM A276 SS 431 

 

 

11. Gravity Sludge Thickener (Existing) 

 

  No. of Units  : 2 no 

  Solid loading rate  : 40 kg/d/m2 ( Max.) 

  Hydraulic loading rate  : 12 m3/m2/day (Min.) 

  Floor slope : 1 in 8 

 Size of sludge thickener : 17.5 m dia 

  Side water depth : 3.5 m (min) 

 Material of Construction : 
R.C.C. (M-30) with water proof 

plaster 

  Free board : 500 mm 

  Solid concentration in thickened sludge : 5% (max.) 

 

 

12.0 Thickened Sludge Sump & Pump House (Existing) 

 

  Solid concentration of inlet Sludge : 5% (max.) 

  Specific gravity of sludge : 1.05 

  Actual pumping hours for sludge     

  Pumping : 12 hrs/day for average flow 

  Minimum diameter of pumping     

  main to avoid clogging : 150 mm 

  Size of sump : For 1 hr storage (min.) 

 Size of sludge sump : 6.0 m x 3.0 m x 2.0 m LD 

 Size of  pump house : 6.0 m x 6.0 m 

 Material of Construction : 
R.C.C. (M-30) with water proof 

plaster 

  Free board : 500 mm (min.) 

 No. of Pumps : 2 nos. (1W + 1S) 

 Type of Pump : Screw type 

 Capacity of Pump : 35.0 m3 / hr. 
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 Head : 10 m to 12.0 m 

 Material of Construction of Pumps :  

 Pump Housing   CI 

 Rotor/Shaft  SS AISI 410 

 Stator  Nitrile Black 

 

13.0 Anaerobic Sludge Digesters (Existing) 

 

  No. of Units  : 2 nos 

 Material of Construction:   

  Floor, Wall and ring beam :  RCC M30 epoxy coated 

  Dome : 
RCC fixed dome with epoxy 

coating 

  Solids concentration of inlet sludge : 5% (max) 

  Volatile solids : 70% 

  Specific gravity of raw sludge : 1.05 

  
Volatile solids destroyed during 

digestion 
: 50% 

  Temperature of digestion : 30ºC 

  Digestion period at stated temperature : 20 days (min.) 

  Solid concentration in digested sludge : 5% 

  Specific gravity of digested sludge : 1.05 

  Bottom floor slope : 1 in 6 

  Solids loading : 1.6 kg of VSS/day/m3 

 Size of sludge digester : 23.0 m dia. x 10.0 m swd 

  Free board : 0.6 m 

  Mixing system : 
Complete homogenous mixing by 

pumping 

  Power level to be maintain : 5 watts/m3 (min) 

 

Note: TWL in digesters shall be restricted to bottom of ring beam. Digester capacity 

(effective) shall be calculated excluding the volume above TWL in the digester and the 

floor portion. Necessary portion to be provided for storage  of grit/scum. 

 

14. Digester Sludge Mixing Pump House (Existing) 

 

  No. of pumps : 3 nos. ( 2 W + 1 S) 

  Type of Pump : Horizontal Centrifugal non-clog 

  Capacity of pump : 1130 m3 /hr 

  Head of pump : 7.0  m to 9.0 m  

  Solid concentration in sludge   : 5% 
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 Material of Construction:   

 Casing : 
CI IS 210 Gr FG 260 with 1.5% 

Ni. 

 Impeller : SS ASTM A743 Gr CF8M 

 Shaft / Shaft Sleeve : ASTM A276 SS 431 

  Minimum diameter of pumping     

  main to avoid clogging : 200 mm 

  Size of pump house : 10.0 m x 8.0 m 

 

 

15.0 Digested Sludge Sump & Pump House (Existing) 

 

  Solid concentration of inlet sludge : 5% (max.) 

  Specific gravity of sludge : 1.05 

  Actual pumping hours for sludge     

  Pumping : 12-14 hrs/day for average flow 

  Minimum diameter of pumping     

  main to avoid chockage : 150 mm 

  Size of sump : For 1 hr storage (min.) 

 Size of sludge sump : 6.0 m x 2.0 m x 2.0 m LD 

 Size of  pump house : 6.0m x 6.0 m 

 Material of Construction : 
R.C.C. (M-30) with water proof 

plaster 

  Free board : 500 mm (min.) 

 No. of Pumps : 2 nos. (1W + 1S) 

 Type of Pump : Screw type 

 Capacity of Pump : 20 m3./ hr 

 Head : 12.0 m to 15.0 m 

 Material of Construction of Pumps :  

 Pump Housing   CI 

 Rotor/Shaft  SS AISI 410 

 Stator  Nitrile Black 

 Pump Operation  Through VFD 

 

16.0 Sludge Dewatering System (Existing) 

 

16A Belt Filter Press 

 

  No. of Units  : 2 nos. (1 W + 1 S) 

  Capacity : 20 m3/hr 
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  Specific gravity of influent sludge : 1.05 

  Solid concentration at inlet : 5 % by wt. 

  Solid concentration of dewatered cake  : 25 % by wt. min. dry solid basis 

 

Note:  

Belt filter press unit shall consist of support frame, roller system, belt drive, filter-belt, 

collecting pans, belt-wash device including air compressor, control panel etc., as 

required. 

Belt drive shall have adjustable speed – operated through VFD.  

 

16B Belt Wash Sump 

 

  No. of Unit : 1 no. 

  Capacity : 
Suitable for belt washing of  BFP 

for  

      2 hours 

 Material of Construction : 
R.C.C. (M-30) with water proof 

plaster 

  Free board : 500 mm 

 

16C Belt Wash Pumps 

 

   No. of Unit : 2 nos. (1 W + 1 S) 

 Type of Pump : 
Horizontal  Inline multistage 

Centrifugal Non-clog 

 Material of Construction : 
R.C.C. (M-30) with water proof 

plaster 

  Capacity & Head : 
As per manufacturer 

recommendation 

 Material of Construction:   

 Casing : 
CI IS 210 Gr FG 260 with 1.5% 

Ni. 

 Impeller : SS ASTM A743 Gr CF8 m 

 Shaft / Shaft Sleeve : ASTM A276 SS 431 

 

16D Polyelectrolyte Dosing Tank, Mixer & Pumps 

 

  No. of Dosing Tanks : 2 nos. 

  Capacity : 10 hrs. dosing requirement 

  Solution strength : 0.1% (max.) 

  Material of Construction of Tank : RCC epoxy lined 

  No. of Agitator : 1 no./tank 

  Type of Agitator : Turbine type 
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  MOC of Agitator : SS 304 

 Agitator Speed : 60 – 100 RPM 

  No. of Dosing Pump : 2 nos. (1W + 1S) 

  Capacity : 2000 RPH 

  Type of Pump : Diaphragm 

  Pressure : 2 kg/cm2 

  MOC:     

  Wetted parts : SS304/Tefion 

  Diaphragm : Teflon 

  Gland : PTFE 

  Base plate : MSEP 

  

17.0 Dilution Water Sump & Pump House (Existing) 

 

  Retention time in sump : 15 minutes of dilution water 

  
Min. dia. Of pumping main to avoid 

cogging  
: 200mm 

 Size of  sump : 6.0 m x 5.0m x 2.0 m LD 

 Material of Construction : 
R.C.C. (M-30) with water proof 

plaster 

 No. of Pumps : 2 nos. (1W + 1S) 

 Type of Pump : Submersible 

 Capacity of pump : 205 m3 /HR 

 Head of pump : 10 m to 12.0 m 

 Material of Construction   

 Impeller  SS CF 8m 

 Casing  CI FG 200 with 1.5 to 2% Ni. 

 Shaft  SS410 

 

18.0 Supernatant Sump (Existing) 

 

  Retention time in sump : 15 minutes of Supernatant  

 Material of Construction : 
R.C.C. (M-30) with water proof 

plaster 

 Size of  sump : 6.0 m x 6.0 m x 2.0 m LD 

  Free Board : 500mm 

 Material of Construction : 
R.C.C. (M-30) with water proof 

plaster 

 No. of Pumps : 2 nos. (1W + 1S) 

 Type of Pump : Submersible 
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 Capacity of pump : 250.0 m3 /HR 

 Head of pump : 12 m to 15.0 m 

 Material of Construction   

 Impeller  SS CF 8m 

 Casing  CI FG 200 with 1.5 to 2% Ni. 

 Shaft  SS410 

 

 

Note: All the pump heads indicated above are indicative & for guidelines. Any increase 

in head during detailed engineering shall be provided by contractor without any price 

implication. 

 

19.0 BIO GAS BASED POWER GENERATION PLANT (Existing) 

 

The bio-gas generated in the sewage treatment plant shall be utilized for the generation 

of the electricity with the help of Bio gas engine. The typical details of sewage gas are 

as under. 

 

Sewage Gas Flow Rate (total of two 

digester) 

200 NM3/Hr to 350 NM3/Hr 

CH4  60 – 75 % 

CO2  25 – 40 % 

H2S  < 1 % 

Moisture 2 - 6 % 

Temperature  25 - 40 °C 

Calorific Value  4700 – 6200 KCal/NM3 

Gas Pressure 2 mmwc to 150 mmwc 

        

The sewage gas having characteristics as mentioned above shall used to generate the 

electricity with the help of Internal Combustion SI Engine. 

 

The schematic diagram of propose Sewage Gas based power plant is enclosed here 

with. This power plant will consist following major components.   

 

Sewage Gas Pipe lines 

Sewage Gas collection blowers 

H2S Scrubber 

Modification in Sewage Gas Flaring System 

Sewage Gas Holder for Sewage gas  

Sewage Gas blowers for Sewage Gas Engine 

Sewage Gas Engine generator set and Control Panel 

Instrumentation & SCADA System   

Power and Control Cables 

 
Note: All the pump heads indicated above are indicative & for guidelines. Any increase in head 

during detailed engineering shall be provided by contractor without any price implication. 
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(B) New 101 MLD STP  
 

1.   INLET CHAMBER    

Average Sewage Flow : 101 MLD 

Peak factor : 2 

Peak Sewage Flow : 202 MLD 

No. of Unit : One 

Detention Period : 60 Seconds at Peak Flow 

Liquid Depth : 2.0 mt.LD 

Plan area of Inlet Chamber : 27.5sq.mt. 

Size of inlet chamber : 6.9 m x 6.9 m x 3.0 m LD 

Free Board : 0.5m 

Material of Construction : R.C.C.(M-30)with water proof plaster 

By-pass arrangement from Inlet 

Chamber with necessary Bypass Gate 

: RCC pipe of suitable size to be connected to 

bypass. 

   

2.   FINE BAR SCREEN    

No. of Units  : 4 (4W + 1 manual S) 

Capacity  : 202 MLD peak flow through each screen  

Type of screen  : Multirake fine screen  

Clear spacing between the screen flat  : 6 mm  

Angle of inclination  : 40º to Horizontal  

Velocity through screen at peak flow  : 1.2 m/sec (max.)  

Head loss through screen  : 204 mm (max.)  

Flats of screen  : 2 mm thick.  

Drop in bed of screen  : Minimum 150 mm  

Size of Screen Channel  : 1.50 m wide x 1.3 m LD  

Material of Construction  : R.C.C. (M-30) with water proof plaster  

Free board above TWL  : 500 mm  

Belt Conveyor  : As per requirement  

   

 Details of Belt Conveyor System    

Belt Conveyor Unit : 1 Set 

Width of Conveyor : 0.6 M 

Motor HP/RPM : 2HP/1440 RPM 

   

3. GRIT REMOVAL SYSTEM   

No.  of  Unit : Four   

Design  Flow : 101 MLD  

Size  of  the  unit : 10 M X 10 M X 1.5 M SWD 

Settling Velocity : <  0.02 M/Sec. 

Surface  Load : 1000 M3/M2/Day 

Specific Gravity  of  Grit  Particle : 2.65 

Diameter of the smallest  particle  to  be  

removed   

: 0.2 mm 
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Details of Grit Mechanism:   

a.  Degrit Mechanism:   

No. of Units : Two Nos. 

Type : Central Driven Type 

No. of Scraper per unit : 3 Nos. (min.) 

Motor HP/RPM : 3 HP / 1440 RPM 

b.  Classifier Mechanism:   

No.of Units : Two 

Type : Reciprocating Type 

Drive : 2 HP / 1440 RPM 

   

4.   PARSHALLFLUME   

No. of Units : 1No. 

Average Sewage Flow : 101 MLD 

Peak  Sewage Flow : 202 MLD 

Free board : 0.50m.(minimum) 

Flow meter : Ultrasonic type 

   

5. SEQUENTIAL BATCH REACTOR 

TANKS WITH DIFFUSED AERATION 

SYSTEM 

  

Design Flow (Average Flow) : 101 MLD 

No. of tanks /basins : 6 Nos. 

Size. of each SBR Basin : 46.5 mL x 46.5 mW x 5.5 m SWD 

Area of Selector zone in each SBR Basin (For 

Anaerobic and Anoxic Processes) 

 
: 

46.5 mL x 6.4 mW 

MLSS : 3000 to 5000 mg/1 

F/M Ratio : 0.1to 0.18 

SWD : Min. 5.5 m 

Field transfer rate of Oxygen correction factor : 0.65 

Excess sludge : 0.5 to 1.2 kg / kg of BOD removed 

Material of Construction : R.C.C. (M30)  

Oxygen transfer of Diffusers at Std.  conditions : Minimum 5% per meter depth of sub 

mergence Basin DO Concentration  2.0 mg/l 

Free board : 0.5m 

Diffuser   

Type of aeration : Fixed Type Fine bubble diffused aeration 

Type of diffusers : Tubular type 

Diffuser material  Polyurethane 

No. of diffuser : As perprocess design 

SOTE Oxygen transfer rate : Minimum 5% per meter depth of 

submergence Decanter   

Nos. : 6 Nos.–one for each basin 

Type : Auto Control Moving Weir Arm Type 

Decanter travel rate : 60 mm/minute (max.) 
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Decanter Operation : VFD operated 

Level Transmitter : Required for each tank, Hydrostatic type 

On-line DO Transmitter cum Temperature 

Transmitter 

: Provided 

SBR Inlet Gates : Required, motorized gate with integral 

starter 
Auto Valves for sub header to facilitate switch 

over of Aeration Cycle from one Basin to other 

by PLC & selector zone valve 

: Motorized valves with integral Starter 

Screw Type Air Blowers   

Type of Blower : Centrifugal Type Turbo blower 
 
Capacity of Each Blower 

 
: 

Min. 7500 Nm³/hr or high eras per process 

design requirement. 

Blower pressure : 0.65 Kg/cm2 or as per design 

No. of Units : 9 Nos. (6W+3S) 

Motor Rating : As per design requirement 
 
Blower Operation 

 All Air Blowers shall operate via VFD 

   

Return Activated Sludge (RAS) 

Pumps (New) 

  

No. of Pumps : 7 nos. (6W + 1 Store Standby), one per 

SBR basin Type of Pump : Submersible Non-clog 

Capacity of pump : 395m3/ hr or as per process requirement 

Head : As per hydraulic design 

Fluid handled : Bio-sludge of 0.8–1% solids consistency 

Specific Gravity : 1.05 

Solid Size Handling capacity : Min.100 mm 

Pump Speed : 1500 rpm(max.) 

Efficiency : More than 50% 
 
Accessories 

 
: 

Guide rail, chain, auto coupling, duck foot 

bend  

 etc. Material of Construction:   

Casing : CIIS 210 Gr FG 260 with 1.5% Ni. 

Impeller : SS ASTM A743 Gr CF 8M 

Shaft/Shaft Sleeve : ASTM A276 SS 410 

Excess Sludge Pumps (SAS Pumps)   

No. of Pumps : 7 nos. (6W + 1 Store Standby), one per 

SBR basin 

Type of Pump : Submersible Non-clog 

Capacity : 350m3/hr or as suitable for wasting excess 

sludge Head : As per hydraulic design 

Fluid handled : Bio-sludge of 0.8–1% solids consistency 

Specific Gravity : 1.05 

Solid Size Handling capacity : Min.100 mm 

Speed : 1500 rpm (max.) 

Efficiency : More than 50% 
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Min. dia. Of pumping main to avoid clogging 
 
: 

 
150 mm 

Material of Construction:   

Casing : CI IS 210 Gr FG 260 with 1.5% Ni. 

Impeller : SS ASTM A743 Gr CF 8M 

Shaft / Shaft Sleeve : ASTM  A276 SS 410 

   

6. CHLORINE CONTACT TANK   

Avg. Flow : 101 MLD 

No. of Unit : 1 no. 

Retention time : 30 min. 

Size of Chlorine Contact Tank : 28 m x 28 m x 3 m LD 

Material of Construction : R.C.C. (M-30) with water proof plaster 

Free Board : 500 mm 

Dose of chlorine : 5 ppm (min.) or suitable for 0.5 ppm FRC 

Chlorination cum Tonner Room : 18.5 M x 6M (minimum) 

No. of chlorinator : 2 nos. (1W+1S) 

Type of chlorinator : Vacuum type 

Capacity of chlorinator : Min. 12 Kg/hr capacity.  Higher capacity as 

suitable for dose of chlorine as mentioned 

above may be considered. 

Chlorine Booster Pumps   

No. of Unit : 2 nos.(1W+1S) 

Type of pump : In line multi stage centrifugal 

Capacity & Head : As per manufacturer recommendation 

MOC : As per mechanical specification 

Chlorine Tonners   

No. of tonners  (Storage for 15 days use) : 8Nos.  

Capacity of each tonners  928Kg.or so which may be available in 

market    

 7. MECHANICAL SLUDGE 

DEWATERING SYSTEM–CENTRIFUGE 

(New) 

  

Centrifuge   

No. of Units : 3 Nos. (2W+1S) 

Type : Solid Bowl Centrifuge 

Capacity : 15 m3/hr or As per design requirement. 

Operating Hours : 20 hrs. per day max. 

Specific gravity of influent sludge : 1.05 

Solid concentration at inlet (max.) : Biological sludge of 0.8-4% solids 

consistency Solid concentration of dewatered cake : 20 % by wt. min. dry solid basis 

MOC–Wetted Parts : SS-304 

   

8. POLYELECTROLYTE DOSING TANK, 

MIXER & PUMPS (EXISTING) 

  

POLYELECROLYTE DOSING TANKS   
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No. of Tank : 3 Nos. 

Capacity : 20 hrs. dosing requirement 

Solution Strength : 0.1% (max.) 

Size : 2.3 M x 2.3 M 

Free Board : 0.5 M 

MOC of tank : RCC with inside Epoxy Lining  

POLY ELECTROLYTE DOSING PUMPS   

No. of Unit : 3 Nos. 

Model  : WD-3000/100 

Type : Simplex Hydraulically Flexed 

Capacity : 2000 LPH 

Motor HP/RPM : 2 HP/1440 RPM 

Discharge Pressure : 2.0 kg/cm2 

Speed (Stroke/Min) : 100 SPM 

Stroke Control : Manual 

Sp. Gravity : 1.16 

Make of Pump : M/s. Swelore Engineering Pvt.Ltd. 

Material of Construction   

-Wetted parts : SS 316* 

- Diaphragm : Teflon 

- Gland : PTFE 

- Relief Valve : In hydraulic oil chamber 

- Base Plate : MS Epoxy Painted 

DOSING TANK AGITATORS   

No. of Mixer  : 4 Nos.  

Size of Tank : 2.3 M  2.3 M 

Liquid Depth : 2.5 M LD 

Free Board : 0.5 M 

Agitator RPM : 60-100 RPM 

Motor HP / RPM : 2 HP/1500 RPM  

MOC    

Contact Parts : SS-304 

Impeller Type : 3 Bladed Hydrofoil type Turbine 

Make  : M/s. Fibre & Fibre Products 

   

9. AIR BLOWER ROOM   

No. of Units : One 

Size : 30M x 6M (minimum) 

Height : 4M 

MOC : RCC frame structure (M30) with Brick 

Masonry 

Wall with inside acoustic treatment    

10. HT ROOM / TRANSFORMER YARD / 

L.T. ROOM / MCC ROOM 

  

(a)H. T. Room   

No. of Units : One 

Size : As per design requirement 

Height : 4M 
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MOC : RCC frame structure (M25) with Brick 

Masonry 

Wall (b)Transformer Yard   

Size : as per electrical specifications with chain 

link fencing etc.  

(c) L. T. Room /MCC Rooms   

No. of Units : One 

Size : As per design requirement 

Height : 4M 

MOC : RCC frame structure (M25) with Brick 

Masonry 

Wall 
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Annexure 2 : Cost Estimates for Novation 

/ Augmentation of Sewage Treatment 

Plant at Dindoli under Dindoli Drainage 

Zone 
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COST SUMMARY 

   
Sr. 

No. 
Description Amount 

  New 101 MLD STP   

1 Inlet Chamber/Screen/Grit Chamber/Parshall flume 9152000.00 

2 SBR 276487000.00 

3 Chlorination System 29101000.00 

4 Sludge and Filtrate Pump Houses 16985000.00 

5 H.T. / L.T. Room 12420000.00 

6 Air Blower Room 16977000.00 

7 Internal Roads 17538907.47 

8 Interconnecting piping 55055000.00 

9 Mechanical Works 482615000.00 

10 Electrical Works 67212000.00 

      

  Existing 66 MLD Upgradation   

1 Inlet Channel to Anaerobic Tank 5117000.00 

2 Anaerobic Tank and conversion of Aerobic to IFAS 34381000.00 

3 Air Blower Room 5792000.00 

4 Mechanical Works 295194000.00 

5 Electrical Works 8345000.00 

  Total: 1332371907.47 

  1 % Labour Cess 13323719.07 

  Net Total  1345695626.55 

  Say Net Total 1345695700.00 

  2% Administrative Charges  26913914.00 

  5% Contingency Charges  67284785.00 

   Grand Total  1439894325.55 

  Say Grand Total  1439894400.00 
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Annexure 3 : Drawings for Novation / 

Augmentation of Sewage Treatment Plant 

at Dindoli under Dindoli Drainage Zone 
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Figure 3 : Location Map of Sewage Treatment Plant at Dindoli 

Figure 4 : Layout Plan showing various units for the sewage treatment plant at Dindoli 

Figure 5 : Process Flow Diagram showing various units for the sewage treatment plant at Dindoli 
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